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0.00 0.00 Structure Levee set back with berm on the waterward side.
Entry Last Updated : 9/1/2016

Water SideStability Berm1 GEILEVEELOG

0.00 0.00 Mark Right bank levee of Sutter Slough at the left bank levee of 
Elk Slough. Mileage runs upstream. USCE BM. SA 122, 
1953 on the landward shoulder. Blacktop paved crown.
Entry Last Updated : 9/1/2016

CrownBoundary3 GEILEVEELOG

0.00 0.00 Ramp Entry Last Updated : 9/7/2016Land SideRamp15 LEVEELOG

0.00 0.51 Miscellaneou
s

Pear orchard encroaches on the landward slope. Permit 
7541 provides for 161 your pear trees be retained along 
the landward toe from LM 0.36 to 0.54.
Entry Last Updated : 9/7/2016

Land SideLandscaping39 LEVEELOG

7541

0.00 0.00 Mark USACE survey monument on L/S slope.
Entry Last Updated : 1/19/2021

Land SideSurvey17 USACEINSPECT

0.01 0.51 At Grade Asphalt paved road along crown. Road surface has 
potholes and edges are rough.
Entry Last Updated : 9/21/2016

CrownLevee20 USACEINSPECT

0.01 0.43 Miscellaneou
s

Sprinkler system at L/S toe.
Entry Last Updated : 1/19/2021

Land SideIrrigation31 USACEINSPECT

0.01 0.01 Miscellaneou
s

Turnout on crown and R/S slope.  Appx 15-ft wide by 60-ft 
long.  Asphalt and gravel in acceptable condition.
Entry Last Updated : 1/19/2021

Water SideTurnout16 USACEINSPECT

0.04 0.04 Revetment Levee reconstructed and slope revetted by USCE 1966, 
Site Mile 28.0.
Entry Last Updated : 9/1/2016

Water SideRock4 GEILEVEELOG

0.07 0.07 Structure Bird box, 4-in wood post, 15-ft high on L/S slope.
Entry Last Updated : 1/19/2021

Land SidePost18 USACEINSPECT

0.10 0.10 Mark USACE survey monument on L/S slope.
Entry Last Updated : 1/19/2021

Land SideSurvey19 USACEINSPECT

0.16 0.16 Structure Bird box, 4-in wood post, 15-ft high on L/S slope.
Entry Last Updated : 1/19/2021

Land SidePost22 USACEINSPECT

Page 1 of 4Report Created : Monday, August 23, 2021   09:47



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

RD0150

Waterway

Unit No. 01 Sutter Slough

Bank

Left

Unit Miles

0.52

Reclamation District No. 0150 Merrit Island

Inspector

Dustin
Sanoski

Start End
Category Item Location Comment

Levee Mile

Permits

Entry 

No

Source

0.27 0.27 Revetment Levee reconstructed and slope revetted by USCE 1954, 
Site No. 1.
Entry Last Updated : 1/19/2021

Water SideRock5 GEILEVEELOG

0.28 0.28 Structure Bird box, 4-in wood post, 15-ft high on L/S slope.
Entry Last Updated : 1/19/2021

Land SidePost23 USACEINSPECT

0.32 0.32 Structure Soil berm 3-ft high by 18-ft wide on crown for 60-ft length.
Entry Last Updated : 1/19/2021

CrownStability Berm24 USACEINSPECT

0.36 0.43 Miscellaneou
s

Pear tree orchard appx 10- to 15-ft from L/S toe. Trees 
greater than 2-in DBH. Permit 7541 provides for 161 your 
pear trees be retained along the landward toe from LM 
0.36 to 0.54.
Entry Last Updated : 1/19/2021

Land SideLandscaping27 USACEINSPECT

7541

0.37 0.37 Aerial Overhead utility lines cross levee. Appx 75-ft above 
crown. Utility pole greater than 15-ft from L/S toe.
Entry Last Updated : 1/19/2021

CrossingHigh Voltage26 USACEINSPECT

0.37 0.37 Structure Electricity pole at toe of levee.
Entry Last Updated : 9/21/2016

Land SidePole - Utility6 USACEPI

0.37 0.37 Structure Small wood sign post on L/S slope.
Entry Last Updated : 1/19/2021

Land SideSign28 USACEINSPECT

0.40 0.40 Structure Bird box, 4-in wood post, 15-ft high on L/S slope.
Entry Last Updated : 1/19/2021

Land SidePost29 USACEINSPECT

0.44 0.44 UCIP DS_ID:22391
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe through the levee, 10 feet below the crown. Gate 
valve on the waterside (WS). Pump on a piling structure in 
the stream. Service pole on the landside (LS) slope. 
Anchor in the LS toe. (Thomas Estate). Air vent on each 
side of the levee. [Additional Reference(s): DWR Levee 
Log, 2005, 12-inch pipe referenced. USACE Sacramento 
O&M Manual 112, March 1957, (Station 5+19), 12-inch 
pipe referenced, invert elevation 9.5 feet below the crown].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe7 UCIPAPR2021

0.44 0.44 Structure Small metal sign post on L/S hinge.
Entry Last Updated : 1/19/2021

Land SideSign32 USACEINSPECT
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0.44 0.44 Structure Utility poles and guy wires at L/S toe. Two poles appx 400-
ft apart, 40-ft height.
Entry Last Updated : 1/19/2021

Land SidePole - Utility34 USACEINSPECT

0.44 0.44 Structure Tank for the monitoring station on the waterward shoulder
Entry Last Updated : 9/1/2016

Water SideTank8 LEVEEINSPECTION

0.44 0.44 Structure Electricity pole at toe of levee.
Entry Last Updated : 9/21/2016

Land SidePole - Utility30 USACEINSPECT

0.44 0.44 Ramp Ramp on the waterward slope.
Entry Last Updated : 9/1/2016

Water SideRamp10 GEILEVEELOG

0.46 0.46 Structure Utility pole appx 10-ft from L/S toe. Guy wires secured on 
L/S slope.
Entry Last Updated : 1/19/2021

Land SidePole - Utility35 USACEINSPECT

0.47 0.47 UCIP DS_ID:22392
EP_NO: 
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: Telephone conduit of an 
unknown size or material through the levee, at an 
unknown depth. Power pole anchor in the landside (LS) 
slope. [Additional Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingConduit11 UCIPAPR2021

0.47 0.47 Structure Entry Last Updated : 1/19/2021Land SidePole - Utility42 LEVEELOG

0.47 0.47 Structure Entry Last Updated : 9/7/2016Water SideSign43 LEVEELOG

0.50 0.50 Gate 24-ft wide metal locking gate on crown.
Entry Last Updated : 1/19/2021

CrownMetal38 USACEINSPECT

0.50 0.50 At Grade Asphalt paved road along crown. Road surface has 
potholes and edges are rough. Extends appx 900-ft along 
levee.
Entry Last Updated : 1/19/2021

CrossingRoad / Highway37 USACEINSPECT

0.51 0.51 Structure Entry Last Updated : 1/19/2021Land SideSign44 LEVEELOG

0.51 0.51 Fence Entry Last Updated : 9/7/2016Water SidePost & Cable45 LEVEELOG
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0.51 0.51 Structure Entry Last Updated : 9/7/2016Water SideSign46 LEVEELOG

0.51 0.51 Mark End the right bank levee of Sutter Slough at South River 
Road and the right bank levee of Sacramento River.
Entry Last Updated : 9/7/2016

CrownBoundary14 GEILEVEELOG
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0.00 7.78 At Grade Paved county roadway, 20 to 30-feet-wide.
Entry Last Updated : 2/16/2018

CrownRoad / Highway2 GEILEVEELOG

5707

0.00 0.00 Structure Sacramento county line and bridge across slough
Entry Last Updated : 2/24/2020

CrownBridge742 LEVEELOG

750

0.00 0.00 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp6 GEILEVEELOG

0.00 0.00 Structure Regulation sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign743 LEVEELOG

0.00 0.00 Structure Guardrail to bridge approach on the waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideGuardrail744 LEVEELOG

0.00 0.00 Mark Right bank levee, Sacramento River at the right bank 
levee, Sutter Slough. Mileage runs upstream. River Mile 
34.0.
Entry Last Updated : 2/16/2018

CrownBoundary3 GEILEVEELOG

0.00 0.00 At Grade Asphalt paved South River Road crossing Sutter Slough 
(Sutter Slough Bridge).  Structure included in 1957 O&M 
Manual.
Entry Last Updated : 2/5/2020

CrownRoad / Highway540 USACEINSPECT

0.02 0.02 Structure County line and road sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign741 LEVEELOG

0.02 0.02 Structure 50 mph sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign740 LEVEELOG

0.10 0.10 Structure Narrow bridge sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign739 LEVEELOG

0.11 0.11 Structure Height sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign738 LEVEELOG

0.14 0.14 Ramp Asphalt paved access ramp on waterside slope, appx 20-
ft wide.
Entry Last Updated : 2/11/2021

Water SideRamp316 USACEINSPECT

0.16 0.23 Miscellaneou
s

Landscaping on the landside slope.
Entry Last Updated : 2/11/2021

Land SideLandscaping737 LEVEELOG
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0.17 0.17 UCIP DS_ID:22477
EP_NO: 17359
Crossing Status: Found
FIELD_STRUCT_DESC: 2-inch steel electrical conduit 
through the levee, at an unknown depth. (To construct a 
boat dock, an oversized slip, a floating debris diverter, a 
metal gangway, and an access ramp; and to install a 2-
inch utility conduit through the levee authorized under 
Permit No. 17359, 2001 - Paul LeBaron Thiebaud, DCC 
Engineering Company, Inc). USACE As-Built Drawing No. 
50-04-2983, Sheet 11, Station 602+76.39, March 1954].
Entry Last Updated : 4/17/2021

CrossingPipe11 UCIPAPR2021

17359

0.17 0.17 Structure Warehouse on the waterward slope.
Entry Last Updated : 2/11/2021

Water SideBuilding10 GEILEVEELOG

0.17 0.17 Structure Brick mailbox on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideMailbox27 LEVEELOG

0.17 0.17 Structure Address sign post on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign735 LEVEELOG

0.17 0.17 Ramp Asphalt paved driveway on waterside slope, appx 20-ft 
wide.
Entry Last Updated : 2/11/2021

Water SideRamp1 LEVEELOG

0.17 0.17 Ramp Asphalt paved driveway on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp319 USACEINSPECT

0.19 0.19 Structure Dock and ramp on waterside slope.
Entry Last Updated : 2/11/2021

Water SideDock734 LEVEELOG

17359

0.19 0.19 Wall Concrete retaining wall appx 6-ft tall extending 30-ft along 
levee.
Entry Last Updated : 2/11/2021

Land SideConcrete / 
Masonry Wall

322 USACEINSPECT

17359A

0.23 0.23 UCIP DS_ID:22415
EP_NO: 3673
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 4-inch steel telephone conduit 
through both levees and under the Sacramento River, 3 
feet below the crown. Sign board on the waterside (WS) 
slope. (Plans for installation of an armored submarine 
cable under the Sacramento River authorized under 
Permit No. 3673, 1961 - Delta Telephone and Telegraph 
Company [DT&T]) [Additional Reference(s): DWR Levee 
Log, 2005, 2-inch and 1.5-inch conduits referenced].
Entry Last Updated : 4/17/2021

CrossingPipe13 UCIPAPR2021

3673
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0.23 0.23 Structure Residential structure on landside slope.
Entry Last Updated : 2/11/2021

Land SideBuilding732 LEVEELOG

0.23 0.23 UCIP DS_ID:22416
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 10-inch steel 
irrigation discharge pipe through the levee, invert elevation 
2.8 feet below the crown. Pump on the landside (LS). 
Concrete box on the LS. (Thomas Estate). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 34.23)].
Entry Last Updated : 4/17/2021

CrossingPipe17 UCIPAPR2021

0.23 0.23 Ramp Asphalt paved access ramp on landside slope, appx 12-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp326 USACEINSPECT

0.23 0.23 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox731 LEVEELOG

0.24 0.24 Structure Stairs on the landside slope.
Entry Last Updated : 2/11/2021

Land SideStairs23 LEVEEINSPECTION

0.31 0.31 Structure No trespass sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign730 LEVEELOG

0.32 0.32 Structure Floating dock and gangway on waterward slope.
Entry Last Updated : 2/16/2018

Water SideDock21 GEILEVEELOG

13613

0.33 0.33 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp19 GEILEVEELOG

9448

0.33 0.33 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox29 LEVEELOG

0.33 0.33 Structure Address sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign729 LEVEELOG

0.34 0.37 Fence Fence along landside toe.
Entry Last Updated : 2/11/2021

Land SideChain Link728 LEVEELOG

0.38 0.38 Structure Concrete stairs and steel pipe rails down waterside slope.
Entry Last Updated : 2/11/2021

Water SideStairs746 LEVEELOG
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0.39 0.39 UCIP DS_ID:22417
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 4-inch steel irrigation discharge 
pipe joined to a 6-inch steel irrigation discharge pipe 
which is in turn joined to a 10-inch steel irrigation 
discharge pipe through the levee, 5.8 feet below the 
crown. 1.5-inch electrical conduit through the levee, 3 feet 
below the crown. Pump and gate valve on the waterside 
(WS) slope. (Retention of an irrigation pumping plant, 
centrifugal pump, and gate valve on the WS levee slope 
with a 10-inch pipe through the levee authorized under 
Permit No. 9448, 1974 - William N. Runyon). [Additional 
Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe22 UCIPAPR2021

0.43 0.43 Structure T intersection sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign727 LEVEELOG

0.46 0.46 UCIP DS_ID:22418
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 6-inch steel irrigation discharge 
pipe and a 1-inch electrical conduit through the levee, 
invert elevation 3.5 feet below the crown. Pump and gate 
valve on the waterside (WS) slope. Electrical box on the 
WS slope. (Retention of an irrigation pumping plant, 
centrifugal pump, and gate valve on the WS with a 6-inch 
pipe through the levee authorized under Permit No. 9447, 
1974 - Reuben A. Gentner). [Additional Reference(s): 
DWR Levee Log, 2005. USACE Sacramento O&M 
Manual 112, March 1957, (RM 34.47)].
Entry Last Updated : 4/17/2021

CrossingPipe26 UCIPAPR2021

9447

0.47 0.47 Structure Mailboxes on the landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox30 LEVEELOG

0.47 0.47 Structure Address signs on the landside slope.
Entry Last Updated : 2/11/2021

Land SideSign726 LEVEELOG

0.47 0.47 Ramp Asphalt paved access ramp on landside slope, appx 18-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp8 LEVEELOG

0.47 0.47 Ramp Aggregate base covered access ramp on landside slope, 
appx 12-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp333 USACEINSPECT
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0.48 0.48 UCIP DS_ID:22419
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe through the levee, invert elevation 5.7 feet below the 
crown. Power line on the landside (LS). (Retention of an 
irrigation pumping plant, a centrifugal pump, and an 8-inch 
steel pipe through the levee with a gate valve at the 
waterside [WS] end authorized under Permit No. 9446, 
1974 - Hanna Olsen). [Additional Reference(s): DWR 
Levee Log, 2005. USACE Sacramento O&M Manual 112, 
March 1957, (RM 34.49)].
Entry Last Updated : 4/17/2021

CrossingPipe28 UCIPAPR2021

13124

0.52 0.52 Structure 50 mph sign on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign725 LEVEELOG

0.55 0.55 Structure Concrete walkway and brick bollards within 15 feet of the 
landside toe.
Entry Last Updated : 2/11/2021

Land SideWalkway724 LEVEELOG

0.56 0.56 UCIP DS_ID:22420
EP_NO: 5836
Crossing Status: Not Found
FIELD_STRUCT_DESC: 1 of 2: 3.25-inch concrete 
encased steel telephone conduit through both levees and 
under the Sacramento River, 3 feet below the crown. 
(Plans for installation of two buried armored submarine 
cables through both levees and under the Sacramento 
River Permit No. 5836, 1967 - General Telephone 
Company of California). [Additional Reference(s): DWR 
Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe31 UCIPAPR2021

5836

0.56 0.56 UCIP DS_ID:22481
EP_NO: 5836
Crossing Status: Not Found
FIELD_STRUCT_DESC: 2 of 2: 2.25-inch concrete 
encased steel telephone conduit through both levees and 
under the Sacramento River, 3 feet below the crown. 
(Plans for installation of two buried armored submarine 
cables through both levees and under the Sacramento 
River Permit No. 5836, 1967 - General Telephone 
Company of California). [Additional Reference(s): DWR 
Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe32 UCIPAPR2021

5836

0.58 0.58 Revetment Levee slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock36 GEILEVEELOG

0.59 0.59 Structure Stop sign on landside ramp.
Entry Last Updated : 2/11/2021

Land SideSign723 LEVEELOG
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0.59 0.59 Ramp Asphalt paved Courtland Road intersection with levee on 
landside slope. Appx 24-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp337 USACEINSPECT

0.59 0.59 Structure Clarksburg wine country sign on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign722 LEVEELOG

0.59 0.59 Structure Metal guard rail on waterside slope. Extends appx 25-ft 
along levee.
Entry Last Updated : 2/11/2021

Water SideGuardrail336 USACEINSPECT

0.60 0.60 Structure Distance sign on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign721 LEVEELOG

0.62 0.62 Structure 50 MPH on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign33 LEVEELOG

0.62 0.62 Structure DWR reveg sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign720 LEVEELOG

0.62 0.62 Ramp Two aggregate base access ramps on landside slope.  
Ramps appx 14-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp338 USACEINSPECT

0.65 0.65 Structure Bridge height sign on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign719 LEVEELOG

0.67 0.67 Structure T intersection sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign718 LEVEELOG

0.70 0.70 UCIP DS_ID:22421
EP_NO: 16109
Crossing Status: Found
FIELD_STRUCT_DESC: 16-inch wrapped steel irrigation 
discharge pipe and a 2-inch electrical conduit through the 
levee, invert elevation 6.2 feet below the crown. Slant 
pump on a steel platform on the waterside (WS) slope. 4-
inch abandoned pipe on the WS slope. Concrete 
standpipe and power pole at the landside (LS) toe. (Plans 
to replace an existing irrigation pipe with a 16-inch 
wrapped steel pipe through the levee, construct a 3-foot-
square concrete anchorage block on the WS slope, and 
install a 2-inch utility pipe through the levee authorized 
under Permit No. 18258-Revised, 2007 - Wilson Farms, 
Inc). [Additional Reference(s): DWR Levee Log, 2005, 14-
inch pipe referenced. USACE Sacramento O&M Manual 
112, March 1957, (RM 34.71), 14-inch pipe referenced].
Entry Last Updated : 4/17/2021

CrossingPipe41 UCIPAPR2021

16109

18258
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0.72 0.72 Structure DWR Corp reveg sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign717 LEVEELOG

0.73 0.73 UCIP DS_ID:22471
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 10-inch steel pipe of an 
unknown purpose through the levee, invert elevation 5.3 
feet below the crown. [Additional Reference(s): USACE 
Sacramento O&M Manual 112, March 1957, (RM 34.97)].
Entry Last Updated : 4/17/2021

CrossingPipe43 UCIPAPR2021

0.82 1.11 Ditches Toe Ditch appx 10- to 40-ft from landside toe. Appx 10-ft 
wide, 3-ft deep.
Entry Last Updated : 2/11/2021

Land SideUnlined341 USACEINSPECT

0.98 0.98 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock44 GEILEVEELOG

0.99 0.99 Miscellaneou
s

Various landscaping on landside slope and  toe.
Entry Last Updated : 2/11/2021

Land SideLandscaping716 LEVEELOG

0.99 1.02 Ramp Two aggregate base covered access ramps on landside 
slope.  Ramps appx 15-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp343 USACEINSPECT

1.01 1.01 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox344 USACEINSPECT

1.06 1.06 UCIP DS_ID:22422
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: *ABANDONED* 5-inch steel 
pipe of an unknown purpose through the levee, invert 
elevation 4.4 feet below the crown. Both ends were 
grouted in January 1963. (Pylman Brothers). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 35.08)].
Entry Last Updated : 4/17/2021

Pipe58 UCIPAPR2021
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1.10 1.10 UCIP DS_ID:22423
EP_NO: 18611
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe and a 1-inch electrical conduit through the levee, 
invert elevation 3 feet below the crown. Slant pump on the 
waterside (WS) slope. Concrete standpipe and power pole 
at the landside (LS) toe. (Plans to remove an existing 12-
inch irrigation pipe and replace it with a new 12-inch steel 
pipe up and over the levee authorized under Permit No. 
18611, 2010 - Marshall Pylman). [Additional Reference(s): 
DWR Levee Log, 2005. USACE Sacramento O&M 
Manual 112, March 1957, (RM 35.12)].
Entry Last Updated : 4/17/2021

CrossingPipe48 UCIPAPR2021

18611

1.11 1.11 Structure Power pole within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SidePole - Utility715 LEVEELOG

1.11 1.11 Structure Abandoned concrete standpipe within 10 feet of landside 
toe.
Entry Last Updated : 2/11/2021

Land SideStandpipe714 LEVEELOG

1.12 1.12 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock50 GEILEVEELOG

1.15 1.15 Structure Bird house on pole at landside toe.
Entry Last Updated : 2/11/2021

Land SidePole713 LEVEELOG

1.16 1.28 Structure Metal guard rail on waterside hinge.
Entry Last Updated : 2/11/2021

Water SideGuardrail346 USACEINSPECT

1.18 1.18 Structure Power pole on landside slope.
Entry Last Updated : 2/11/2021

Land SidePole - Utility711 LEVEELOG

1.18 1.18 Structure 50 mph sign on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign712 LEVEELOG

1.20 1.20 UCIP DS_ID:22424
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 4.2 feet below the 
crown. Pump on a piling structure in the river. Service pole 
on the landside (LS) slope. Distribution box at the LS toe. 
[Additional Reference(s): DWR Levee Log, 2005, 14-inch 
pipe referenced. USACE Sacramento O&M Manual 112, 
March 1957, (RM 35.22), 14-inch pipe referenced].
Entry Last Updated : 4/17/2021

CrossingPipe51 UCIPAPR2021
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1.25 1.25 Structure Address sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign710 LEVEELOG

1.25 1.25 Structure T intersection sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign709 LEVEELOG

1.25 1.25 Ramp Ramp cut into landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp53 GEILEVEELOG

1.25 1.31 Structure Metal guard rail on landside hinge.
Entry Last Updated : 2/11/2021

Land SideGuardrail350 USACEINSPECT

1.31 1.31 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp54 GEILEVEELOG

1.31 1.31 Structure Two large storage tanks at landside toe.
Entry Last Updated : 2/11/2021

Land SideTank708 LEVEELOG

1.33 1.55 Structure Metal beam guardrail on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideGuardrail60 GEILEVEELOG

1.34 1.34 Structure Small shed at landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding706 LEVEELOG

1.34 1.34 Miscellaneou
s

Heavy vegetation on landside slope.
Entry Last Updated : 2/11/2021

Land SideLandscaping707 LEVEELOG

1.34 1.34 UCIP DS_ID:22393
EP_NO: 18221
Crossing Status: Found
FIELD_STRUCT_DESC: [Reclamation District No. 150 
(RD0150) Drainage Plant] 1 of 2: 30-inch steel drainage 
discharge pipe through the levee, 7 feet below the crown. 
Flap gate on the waterside (WS) end. Siphon breaker on 
the WS slope. Pump on a piling structure with a shed in 
the drainage ditch. (Plans to replace existing 36-inch and 
24-inch discharge pipes with 30-inch and 24-inch steel 
discharge pipes through the levee authorized under 
Permit No. 18221, 2007 - RD0150). [Additional 
Reference(s): DWR Levee Log, 2005, 36-inch pipe 
referenced, 9 feet below the crown. USACE Sacramento 
O&M Manual 112, March 1957, (RM 35.36), 36-inch pipe 
referenced, invert elevation 9 feet below the crown].
Entry Last Updated : 4/17/2021

CrossingPipe55 UCIPAPR2021

18221
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1.34 1.34 UCIP DS_ID:22479
EP_NO: 18221
Crossing Status: Found
FIELD_STRUCT_DESC: [Reclamation District No. 150 
(RD0150) Drainage Plant] 2 of 2: 24-inch steel drainage 
discharge pipe through the levee, 7 feet below the crown. 
Flap gate on the waterside (WS) end. Siphon breaker on 
the WS slope. Pump on a piling structure with a shed in 
the drainage ditch. (Plans to replace existing 36-inch and 
24-inch discharge pipes with 30-inch and 24-inch steel 
discharge pipes through the levee authorized under 
Permit No. 18221, 2007 - RD0150). [Additional 
Reference(s): DWR Levee Log, 2005, referenced as 8 
feet below the crown. USACE Sacramento O&M Manual 
112, March 1957, (RM 35.36), referenced as invert 
elevation 8 feet below the crown].
Entry Last Updated : 4/17/2021

CrossingPipe56 UCIPAPR2021

18221

1.35 1.35 Structure Metal beam guard rail waterward shoulder.
Entry Last Updated : 2/11/2021

Water SideGuardrail34 LEVEELOG

14817

1.35 1.35 Structure Direction sign behind guardrail on waterside.
Entry Last Updated : 2/11/2021

Water SideSign35 LEVEELOG

14817

1.35 1.35 Structure Regulation signs behind guardrail on waterside.
Entry Last Updated : 2/11/2021

Water SideSign59 GEILEVEELOG

14817

1.35 1.35 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp57 GEILEVEELOG

1.38 1.38 Structure 50 mph sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign705 LEVEELOG

1.43 1.43 Structure 35 MPH curve sign on landside.
Entry Last Updated : 2/11/2021

Land SideSign704 LEVEELOG

1.46 1.46 Structure T intersection road sign on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign703 LEVEELOG

1.55 1.55 Structure Navigation Beacon No. 13 on the waterward slope.
Entry Last Updated : 2/16/2018

Water SideOther66 GEILEVEELOG
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1.55 1.55 UCIP DS_ID:22394
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe and a 2-inch electrical conduit through the levee, 
invert elevation 4 feet below the crown. Pump and gate 
valve on the waterside (WS) shoulder. Concrete standpipe 
at the landside (LS) toe. Power pole on the LS. [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 35.58)].
Entry Last Updated : 4/17/2021

CrossingPipe63 UCIPAPR2021

1.59 1.59 Ramp Aggregate base covered access ramp on landside slope.  
Ramp appx 10-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp357 USACEINSPECT

1.61 1.61 Structure Wood and metal structures appx 15-ft from landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding358 USACEINSPECT

1.65 1.65 Structure Address post on landside slope.
Entry Last Updated : 2/11/2021

Land SidePole702 LEVEELOG

1.65 1.65 Structure Mailbox on landside ramp.
Entry Last Updated : 2/11/2021

Land SideMailbox701 LEVEELOG

1.65 1.65 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp67 GEILEVEELOG

1.68 1.68 Structure No trespass sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign700 LEVEELOG

1.69 1.69 Structure T post on landside shoulder.
Entry Last Updated : 2/11/2021

Land SidePole699 LEVEELOG

1.76 1.76 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp68 GEILEVEELOG

1.83 1.83 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock71 GEILEVEELOG
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1.91 1.91 UCIP DS_ID:22395
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 4 feet below the 
crown. Pump on a piling structure in the river. Power poles 
on both slopes. Ramp on the landside (LS) slope. Siphon 
breaker on the LS shoulder. [Additional Reference(s): 
DWR Levee Log, 2005. USACE Sacramento O&M 
Manual 112, March 1957, (RM 35.94)].
Entry Last Updated : 4/17/2021

CrossingPipe72 UCIPAPR2021

1.91 1.91 Structure Power drop pole on waterside slope.
Entry Last Updated : 2/11/2021

Water SidePole - Utility37 LEVEELOG

1.91 1.91 Structure Power pole on landside slope.
Entry Last Updated : 2/11/2021

Land SidePole - Utility70 GEILEVEELOG

1.91 1.91 Structure Power drop pole on waterside slope.
Entry Last Updated : 2/11/2021

Water SidePole - Utility698 LEVEELOG

1.92 1.92 Ramp Ramp on the landward slope.
Entry Last Updated : 2/11/2021

Land SideRamp74 GEILEVEELOG

1.97 1.97 Structure Guy pole and wire on the landward slope.
Entry Last Updated : 2/11/2021

Land SidePole - Utility38 LEVEELOG

12443

1.97 1.97 Structure Power pole on the waterward shoulder.
Entry Last Updated : 2/11/2021

Water SidePole - Utility75 GEILEVEELOG

12443

1.99 1.99 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock77 GEILEVEELOG

2.01 2.01 Structure Small metal sign post on waterside hinge.
Entry Last Updated : 2/11/2021

Water SideSign39 LEVEELOG

2.01 2.01 Structure Utility guy wire anchor at landside toe.
Entry Last Updated : 2/11/2021

Land SidePole - Utility364 USACEINSPECT

2.01 2.01 Aerial Overhead utility line crossing, appx 50-ft above crown.
Entry Last Updated : 2/11/2021

CrossingHigh Voltage365 USACEINSPECT

2.01 2.01 Structure No Trespassing sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign366 USACEINSPECT
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2.09 2.09 UCIP DS_ID:22469
EP_NO: 16579
Crossing Status: Not Found
FIELD_STRUCT_DESC: --DUPLICATE ENTRY 
IGNORE-- 6-inch coated steel natural gas pipeline bored 
under both levees and the Sacramento River, 66 feet 
below the crown. (Plans to bore a 6-inch steel pipe under 
both levees and the Sacramento River authorized under 
Permit No. 16579, 1996 - Delta Gas Gathering, Inc).
Entry Last Updated : 4/17/2021

CrossingPipe78 UCIPAPR2021

16579

2.14 2.14 UCIP DS_ID:22396
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 5 feet below the 
crown. Slant pump on the waterside (WS) slope. Power 
pole on the WS shoulder. [Additional Reference(s): DWR 
Levee Log, 2005. USACE Sacramento O&M Manual 112, 
March 1957, (RM 36.17)].
Entry Last Updated : 4/17/2021

CrossingPipe81 UCIPAPR2021

2.14 2.14 Structure Power pole on landside toe.
Entry Last Updated : 2/11/2021

Land SidePole - Utility696 LEVEELOG

2.14 2.14 Structure Power drop pole on waterside slope.
Entry Last Updated : 2/11/2021

Water SidePole - Utility697 LEVEELOG

2.14 2.14 Aerial Overhead telephone line crosses levee.
Entry Last Updated : 2/11/2021

Land SideCommunications79 GEILEVEELOG

2.14 2.14 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp84 GEILEVEELOG

2.20 2.20 Ramp Asphalt paved access ramp on landside slope.  Ramp 
appx 12-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp369 USACEINSPECT

1 of 2
Entry Last Updated : 5/29/2018

2.29 2.29 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox695 LEVEELOG

2.29 2.29 Structure 3 foot wide steel standpipe on landside toe.
Entry Last Updated : 2/11/2021

Land SideStandpipe694 LEVEELOG
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2.29 2.29 Ramp Two ramps on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp92 GEILEVEELOG

2.30 2.30 UCIP DS_ID:22397
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 9-inch steel irrigation discharge 
pipe through the levee, invert elevation 4.8 feet below the 
crown. Pump on the waterside (WS). (J. Smith). 
[Additional Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 36.34)].
Entry Last Updated : 4/17/2021

CrossingPipe88 UCIPAPR2021

2.33 2.33 UCIP DS_ID:24663
EP_NO: 
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 6-inch coated steel natural gas 
pipeline bored under both levees and the Sacramento 
River, 66 feet below the crown. (Plans to bore a 6-inch 
steel pipe under both levees and the Sacramento River 
authorized under Permit No. 16579, 1996 - Delta Gas 
Gathering, Inc).
Entry Last Updated : 4/17/2021

CrossingConduit89 UCIPAPR2021

16579

2.34 2.38 Fence 10-ft tall chain link fence appx 5- to 15-ft from landside toe.
Entry Last Updated : 2/11/2021

Land SideChain Link376 USACEINSPECT

2.40 2.40 UCIP DS_ID:22398
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe through the levee, invert elevation 3.7 feet below the 
crown. Slant pump on a piling structure in the river. Ramp 
on the landside (LS). (E. Hudson). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 36.46), 
9-inch pipe referenced].
Entry Last Updated : 4/17/2021

CrossingPipe93 UCIPAPR2021

2.42 2.42 Ramp Asphalt paved access ramp on landside slope.  Ramp 
appx 12-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp377 USACEINSPECT

2.42 2.42 Structure Address post on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign693 LEVEELOG

2.47 2.47 Structure Steel 2 inch 8 foot tall pipe at landside toe.
Entry Last Updated : 2/11/2021

Land SideStandpipe447 LEVEELOG
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2.47 2.47 Structure Address post on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign692 LEVEELOG

2.47 2.47 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp95 GEILEVEELOG

9445

2.68 2.68 Ramp Ramp on the landward slope.
Entry Last Updated : 2/11/2021

Land SideRamp98 GEILEVEELOG

9444

2.68 2.68 Miscellaneou
s

Large concrete blocks on landside slope.
Entry Last Updated : 2/11/2021

Land SideOther381 USACEINSPECT

2.70 2.70 Structure No trespass sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign397 LEVEELOG

2.75 2.75 Structure No fishing sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign661 LEVEELOG

2.78 2.78 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock102 GEILEVEELOG

2.78 2.78 Structure Address sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign202 LEVEELOG

2.78 2.78 Structure Tank was found within the 10 feet of toe landside 
easement.
Entry Last Updated : 2/11/2021

Land SideTank99 LEVEEINSPECTION

2.78 2.78 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp660 LEVEELOG

2.79 2.79 Structure Residential structure within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding659 LEVEELOG

2.80 2.80 UCIP DS_ID:22400
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 2-inch galvanized iron domestic 
water line through the levee, invert elevation 10.2 feet 
below the crown. Gate valve on the waterside (WS) end. 
(A. E. Green). [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (RM 36.84)].
Entry Last Updated : 4/17/2021

CrossingPipe101 UCIPAPR2021
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2.84 2.84 UCIP DS_ID:22401
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 10-inch steel irrigation discharge 
pipe through the levee, invert elevation 5.8 feet below the 
crown. Walkway leads to an old pump on a piling structure 
in the stream. 2-inch electrical conduit through the 
waterside (WS) slope. New pipe and pump installed in 
2004. New pipe has two bends and is connected to the 
original 10-inch steel crossing. The old pipe and pump still 
remain on the WS slope, disconnected from the crossing. 
Shutoff valve and vent on the new section of pipe. Service 
pole, concrete headwall, vent/siphon breaker, and 
concrete standpipe, not found in 2016, on the landside 
(LS) slope. (A. E. Green). [Additional Reference(s): DWR 
Levee Log, 2005. USACE Sacramento O&M Manual 112, 
March 1957, (RM 36.88)]. The Levee Log makes 
reference to A. E. Green; however, the beneficiary of this 
pipe is Matt Hemly at (916) 416-5369.
Entry Last Updated : 4/17/2021

CrossingPipe105 UCIPAPR2021

2.84 2.84 UCIP DS_ID:22399
EP_NO: 7384
Crossing Status: Not Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, 4.5 feet below the crown. Slant 
pump and slide gate on the waterside (WS). Power pole 
at the landside (LS) toe. (Plans to install a pump and a 12-
inch pipe through the levee authorized under Permit No. 
7384, 1971 - Greene and Hemly, Inc). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 2.75)].
Entry Last Updated : 4/17/2021

CrossingPipe106 UCIPAPR2021

7384

2.96 2.96 Miscellaneou
s

Overbuilt section on crown and landside slope.  Appx 50-ft 
wide and extends 100-ft along levee.
Entry Last Updated : 2/11/2021

Land SideTurnout388 USACEINSPECT

2.97 3.10 Miscellaneou
s

Landscaping on crown, landside slope and landside toe.
Entry Last Updated : 2/11/2021

Land SideLandscaping111 LEVEELOG

2.98 2.98 Ramp Two ramps on the landward slope.
Entry Last Updated : 2/11/2021

Land SideRamp112 GEILEVEELOG

2.98 2.98 Structure Greene ranch sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign658 LEVEELOG

2.98 2.98 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock110 GEILEVEELOG
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3.06 3.06 Structure Concrete stairs descend landside slope to sidewalk at 
landside toe.
Entry Last Updated : 2/11/2021

Land SideStairs657 LEVEELOG

3.09 3.09 Structure Propane tank at landside toe.
Entry Last Updated : 2/11/2021

Land SideTank40 LEVEELOG

3.09 3.09 Structure Shed at landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding656 LEVEELOG

3.11 3.11 Miscellaneou
s

Turnout on crown and landside slope.  Appx 13-ft wide 
and extends 200-ft along levee.
Entry Last Updated : 2/11/2021

Land SideTurnout391 USACEINSPECT

3.22 3.22 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock115 GEILEVEELOG

3.24 3.24 UCIP DS_ID:22402
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 4 feet below the 
crown. Pump on a piling structure in the river. Concrete 
standpipe and concrete distribution box at the landside 
(LS) toe. (A. Green). [Additional Reference(s): DWR 
Levee Log, 2005. USACE Sacramento O&M Manual 112, 
March 1957, (RM 37.30)].
Entry Last Updated : 4/17/2021

CrossingPipe114 UCIPAPR2021

3.24 3.24 Ditches Irrigation ditch at landside toe. Appx 5-ft wide, 8-in deep.
Entry Last Updated : 2/11/2021

Land SideUnlined393 USACEINSPECT

3.28 3.28 Miscellaneou
s

Abandon irrigation inlet partially tilted.
Entry Last Updated : 2/11/2021

Land SideIrrigation118 USACEPI

3.38 3.38 Structure No trespass sign on WS slope
Entry Last Updated : 2/24/2020

Water SideSign655 LEVEELOG

3.42 3.42 UCIP DS_ID:22472
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 8-inch steel pipe of an unknown 
purpose through the levee, invert elevation 4.7 feet below 
the crown. [Additional Reference(s): USACE Sacramento 
O&M Manual 112, March 1957, (RM 37.65)].
Entry Last Updated : 4/17/2021

CrossingPipe120 UCIPAPR2021
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3.45 3.45 Ramp Paved ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp653 LEVEELOG

3.45 3.45 Fence Broken fence on landside slope.
Entry Last Updated : 2/11/2021

Land SideWood654 LEVEELOG

3.47 3.47 Structure Address post on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign652 LEVEELOG

3.48 3.48 Ramp Ramp on the landward slope.
Entry Last Updated : 2/11/2021

Land SideRamp119 GEILEVEELOG

3.48 3.48 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock127 GEILEVEELOG

3.49 3.49 UCIP DS_ID:22473
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 12-inch steel pipe of an 
unknown purpose through the levee, invert elevation 3.9 
feet below the crown. [Additional Reference(s): USACE 
Sacramento O&M Manual 112, March 1957, (RM 37.72)].
Entry Last Updated : 4/17/2021

Pipe61 UCIPAPR2021

3.50 3.50 UCIP DS_ID:22403
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 3 feet below the 
crown. Pump and gate valve on the waterside (WS) slope. 
(R. and J. Pylman). [Additional Reference(s): DWR Levee 
Log, 2005. USACE Sacramento O&M Manual 112, March 
1957, (RM 37.56)].
Entry Last Updated : 4/17/2021

CrossingPipe123 UCIPAPR2021

3.51 3.51 UCIP DS_ID:22404
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 4-inch steel 
pipe of an unknown purpose on the landside (LS) slope. 1-
inch steel conduit on the waterside (WS) slope was found.
Entry Last Updated : 4/17/2021

CrossingPipe124 UCIPAPR2021

3.54 3.54 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp129 GEILEVEELOG

3.54 3.54 Structure Two 1 inch poles in landside slope.
Entry Last Updated : 2/11/2021

Land SidePole650 LEVEELOG
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3.54 3.54 Structure PVC standpipe at landside toe.
Entry Last Updated : 2/11/2021

Land SideStandpipe651 LEVEELOG

3.57 3.57 Structure Residential structure within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding649 LEVEELOG

3.59 3.59 Structure Metal tank on landside slope. Appx 5-ft dia by 6-ft length.
Entry Last Updated : 2/11/2021

Land SideTank42 LEVEELOG

3.59 3.59 Structure Metal tank on landside slope. Appx 5-ft dia by 6-ft length.
Entry Last Updated : 2/11/2021

Land SideTank401 USACEINSPECT

3.59 3.59 Ramp Aggregate base access ramp on landside slope, appx 20-
ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp400 USACEINSPECT

3.59 3.59 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox648 LEVEELOG

3.61 3.61 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock132 GEILEVEELOG

3.62 3.62 Ramp Asphalt paved access ramp on landside slope, appx 20-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp402 USACEINSPECT

3.62 3.62 Structure Address signs on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign647 LEVEELOG

3.67 3.67 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide
Entry Last Updated : 2/11/2021

Land SideRamp403 USACEINSPECT

3.67 3.67 Structure Address sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign646 LEVEELOG
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3.67 3.67 UCIP DS_ID:22405
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 12-inch pipe of an unknown 
material or purpose through the levee, 5.7 feet below the 
crown. Pipe is capped on the waterside (WS) end. Siphon 
breaker in a riser on the landside (LS) slope. Concrete 
standpipe at the LS toe. Installed by Contract 1, 1963. 
(Mildred Atkins). [Additional Reference(s): DWR Levee 
Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe136 UCIPAPR2021

16793

3.69 3.69 Structure Concrete stairs on landside slope.
Entry Last Updated : 2/11/2021

Land SideStairs645 LEVEELOG

3.71 3.71 Ramp Ramp on the landward slope.
Entry Last Updated : 4/25/2018

Land SideRamp135 GEILEVEELOG

3.71 3.71 Structure No trespass sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign643 LEVEELOG

3.71 3.71 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox644 LEVEELOG

3.73 3.73 Structure Truck crossing sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign642 LEVEELOG

3.76 3.76 Structure Concrete box within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SidePad641 LEVEELOG

3.78 3.78 Ramp Two ramps on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp140 GEILEVEELOG

3.78 3.78 Structure Plyman vinyard sign and Lodi pump ad on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign639 LEVEELOG

3.78 3.78 Structure Address pole on landside slope.
Entry Last Updated : 2/11/2021

Land SidePole640 LEVEELOG

3.82 3.82 Structure Warehouse within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding638 LEVEELOG

3.83 3.83 Ramp Ramp on the landward slope.
Entry Last Updated : 2/11/2021

Land SideRamp139 GEILEVEELOG
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3.83 3.83 Structure Mailboxes on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox636 LEVEELOG

3.83 3.83 Structure 3 foot tall by 2 feet square concrete column on landside 
slope.
Entry Last Updated : 2/11/2021

Land SideOther637 LEVEELOG

3.86 3.86 Miscellaneou
s

Overbuilt section on crown and landside slope.  Appx 100-
ft wide and extends 200-ft along levee.  Appx 3- to 4-ft 
below crown.
Entry Last Updated : 2/11/2021

Land SideTurnout409 USACEINSPECT

3.87 3.87 Ramp Asphalt paved access ramp on landside slope, appx 20-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp405 USACEINSPECT

3.87 3.87 Structure 3 foot tall by 2 feet square concrete column on landside 
slope.
Entry Last Updated : 2/11/2021

Land SideOther635 LEVEELOG

3.87 3.87 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock148 GEILEVEELOG

3.89 3.89 UCIP DS_ID:22406
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe through the levee, invert elevation 5.7 feet below the 
crown. Steel steps/walkway and slant pump on the 
waterside (WS) slope. 3-inch conduit on the WS slope. 
Service pole at the landside (LS) toe. (Harvey Pylman). 
[Additional Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 37.95)].
Entry Last Updated : 4/17/2021

CrossingPipe143 UCIPAPR2021

3.90 3.90 Structure Powerline pole on the landward slope.
Entry Last Updated : 2/11/2021

Land SidePole - Utility149 GEILEVEELOG

3.95 3.95 Structure Truck crossing sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign634 LEVEELOG

4.01 4.01 Structure 45 mph curve sign on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideSign633 LEVEELOG

4.04 4.04 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock152 GEILEVEELOG
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4.04 4.04 Structure No trespass sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign632 LEVEELOG

4.08 4.08 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox631 LEVEELOG

4.08 4.08 Wall 3-ft retaining wall on landside slope.
Entry Last Updated : 2/11/2021

Land SideRetaining45 LEVEELOG

4.08 4.08 Structure Residential building on landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding414 USACEINSPECT

4.09 4.09 Wall 4-ft retaining wall.
Entry Last Updated : 2/11/2021

Land SideConcrete / 
Masonry Wall

4 LEVEELOG

4.09 4.09 Structure Steps on the landside.
Entry Last Updated : 2/11/2021

Land SideStairs5 LEVEELOG

4.09 4.09 Miscellaneou
s

Overbuilt section appx 4-ft below crown on landside slope. 
Extends appx 50-ft wide and 150-ft along levee.
Entry Last Updated : 2/11/2021

Land SideTurnout412 USACEINSPECT

4.11 4.11 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp629 LEVEELOG

4.11 4.11 Fence Fence running down landside slope.
Entry Last Updated : 2/11/2021

Land SideWood630 LEVEELOG

4.16 4.16 UCIP DS_ID:22474
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 4 feet below the 
crown. Pump on the waterside (WS). [Additional 
Reference(s): USACE Sacramento O&M Manual 112, 
March 1957, (RM 38.50)].
Entry Last Updated : 4/17/2021

Pipe62 UCIPAPR2021

4.17 4.17 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp159 GEILEVEELOG
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4.17 4.17 UCIP DS_ID:22407
EP_NO: 13505
Crossing Status: Found
FIELD_STRUCT_DESC: 14-inch steel irrigation discharge 
pipe through the levee, invert elevation 5 feet below the 
crown. Slant pump on the waterside (WS) slope. Siphon 
breaker on the WS slope in a corrugated metal pipe 
(CMP) riser. Control box and electrical conduit on the WS 
slope. (Plans to replace an existing pipeline with a 14-inch 
steel pipeline through the levee authorized under Permit 
No. 13505, 1982 - Gary Pylman). [Additional 
Reference(s): DWR Levee Log, 2005, 10-inch pipe 
referenced. USACE Sacramento O&M Manual 112, March 
1957, (RM 38.24), 10-inch pipe referenced].
Entry Last Updated : 4/17/2021

CrossingPipe158 UCIPAPR2021

13505

4.26 4.26 Revetment Rock covers entire landside slope.
Entry Last Updated : 2/11/2021

Land SideCobble627 LEVEELOG

4.26 4.26 Miscellaneou
s

Decorative walls plants and rock from landside crown to 
toe.
Entry Last Updated : 2/11/2021

Land SideLandscaping628 LEVEELOG

4.28 4.28 Ramp Two paved ramps on the landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp161 GEILEVEELOG

4.29 4.29 Fence Fence at landside toe.
Entry Last Updated : 2/11/2021

Land SideMetal626 LEVEELOG

4.35 4.35 Ramp Two asphalt paved access ramps on landside slope, appx 
15-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp422 USACEINSPECT

4.35 4.35 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox625 LEVEELOG

4.38 4.38 Structure No trespass sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign624 LEVEELOG

4.39 4.39 Structure Small metal sign post on waterside slope; no parking.
Entry Last Updated : 2/11/2021

Land SideSign423 USACEINSPECT

4.43 4.43 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock166 GEILEVEELOG

4.43 4.43 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp168 GEILEVEELOG
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4.44 4.44 UCIP DS_ID:22408
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, 5 feet below the crown. Slant 
pump on the waterside (WS) slope. Siphon breaker on the 
landside (LS) shoulder in a corrugated metal pipe (CMP) 
riser. Standpipe at the LS toe. (E. Bunnell). [Additional 
Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe164 UCIPAPR2021

4.46 4.46 Structure Burnt structure 50-ft by 50-ft square. Appx 3- to 15-ft from 
landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding425 USACEINSPECT

4.52 4.52 Structure 45 mph curve sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign623 LEVEELOG

4.61 4.61 Structure 50 mph speed limit sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign622 LEVEELOG

4.64 4.64 Structure T intersection sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign621 LEVEELOG

4.66 4.66 Fence Electric fence at landside toe. Extends appx 100-ft along 
levee.
Entry Last Updated : 2/11/2021

Land SideMetal427 USACEINSPECT

4.67 4.75 Fence Fence on the landward slope.
Entry Last Updated : 2/16/2018

Land SideChain Link176 GEILEVEELOG

4.75 4.75 Structure Road signs on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign46 LEVEELOG

4.75 4.75 Structure No vandalism sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign619 LEVEELOG

4.75 4.75 Structure Direction sign behind guardrail on water slope.
Entry Last Updated : 2/11/2021

Water SideSign620 LEVEELOG

4.75 4.75 Structure Stop sign on LS ramp
Entry Last Updated : 2/24/2020

Land SideSign618 LEVEELOG

4.75 4.75 Ramp Ramp on the landward slope to road 142.
Entry Last Updated : 4/25/2018

Land SideRamp173 GEILEVEELOG
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4.75 4.75 Structure Metal guardrail and small metal signs at R/S hinge at 
intersection with SR 142.  Extends for 30-ft along levee.
Entry Last Updated : 2/6/2020

Water SideGuardrail429 USACEINSPECT

4.78 4.78 Structure Two hose bibs at landside toe.
Entry Last Updated : 2/11/2021

Land SideStandpipe617 LEVEELOG

4.78 4.78 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp616 LEVEELOG

4.80 4.80 UCIP DS_ID:22470
EP_NO: 15060
Crossing Status: Not Found
FIELD_STRUCT_DESC: 14-inch steel irrigation discharge 
pipe through the levee, 3.75 feet below the crown. 10-
horsepower slant pump on the waterside (WS) slope. 1.5-
inch galvanized iron electrical conduit with threaded 
couplings. An additional 1-inch conduit was installed for 
future use. (Plans to install a 14-inch irrigation pipe 
through the levee and a slant pump on the waterside 
(WS) slope of the levee authorized under Permit No. 
15060, 1989 - Dan Kaufman, Astikos Farms).
Entry Last Updated : 4/17/2021

CrossingPipe174 UCIPAPR2021

15060

4.83 4.83 Structure T intersection sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign615 LEVEELOG

4.86 5.05 Ditches Toe Ditch at landside toe. Appx 10-ft wide, 3-ft deep and 
extends for 1000-ft along levee.
Entry Last Updated : 2/11/2021

Land SideUnlined433 USACEINSPECT

4.88 4.88 Structure DWR piezometer tubes on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideOther47 LEVEELOG

4192

4.88 4.88 Structure DWR piezometer tubes on landside shoulder.
Entry Last Updated : 2/11/2021

Land SideOther179 GEILEVEELOG

4192

4.91 4.91 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp180 GEILEVEELOG

4.95 4.95 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp181 GEILEVEELOG

5.01 5.01 Structure 2 foot tall stand pipe within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SideStandpipe614 LEVEELOG
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5.03 5.03 UCIP DS_ID:22409
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe and a 2.5-inch electrical conduit through the levee, 
invert elevation 6 feet below the crown. Slant pump on the 
waterside (WS) slope. Concrete standpipe and service 
pole at the landside (LS) toe. (A. Pylman). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 39.10)].
Entry Last Updated : 4/17/2021

CrossingPipe182 UCIPAPR2021

12646

5.03 5.03 Structure Power drop pole on landside slope.
Entry Last Updated : 2/11/2021

Land SidePole - Utility613 LEVEELOG

5.03 5.03 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox612 LEVEELOG

5.06 5.06 Ramp Two aggregate base covered access ramps on landside 
slope. Ramps appx 10-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp434 USACEINSPECT

5.08 5.08 Structure No trespass sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign611 LEVEELOG

5.10 5.10 Fence Fence on landside hinge.
Entry Last Updated : 2/11/2021

Land SideChain Link184 USACEPI

5.10 5.10 Structure Propane tank at landside toe.
Entry Last Updated : 2/11/2021

Land SideTank610 LEVEELOG

5.10 5.10 Ramp Two ramps on the landward slope. Circular driveway.
Entry Last Updated : 2/6/2020

Land SideRamp185 GEILEVEELOG

5.13 5.13 Miscellaneou
s

Shrubs planted on landside slope.
Entry Last Updated : 2/11/2021

Land SideLandscaping609 LEVEELOG

5.13 5.13 Ramp Two asphalt paved access ramps on landside slope, appx 
15-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp435 USACEINSPECT

5.13 5.13 Structure Mailboxes and newspaper boxes on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox608 LEVEELOG

5.13 5.13 Fence Chain link fence on landside slope.
Entry Last Updated : 2/11/2021

Land SideChain Link438 USACEINSPECT
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5.15 5.15 Structure 50 MPH curve sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign607 LEVEELOG

5.24 5.24 UCIP DS_ID:22410
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe and a 2-inch electrical conduit through the levee, 
invert elevation 3 feet below the crown. Service pole and 
standpipe at the landside (LS) toe. (C. Sakai). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 39.32)].
Entry Last Updated : 4/17/2021

CrossingPipe196 UCIPAPR2021

5.24 5.24 Structure 50 MPH curve sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign606 LEVEELOG

5.25 5.25 Miscellaneou
s

Underground irrigation line at landside toe. Extends appx 
500-ft along levee.
Entry Last Updated : 2/11/2021

Land SideIrrigation442 USACEINSPECT

5.25 5.25 Miscellaneou
s

Turnout on crown and waterside slope.  Appx 10-ft wide 
and extends 60-ft along levee.
Entry Last Updated : 2/11/2021

Water SideTurnout443 USACEINSPECT

5.31 5.31 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock198 GEILEVEELOG

5.31 5.31 Structure 50 mph sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign605 LEVEELOG

5.35 5.35 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp603 LEVEELOG

5.35 5.35 Structure 50 mph turn sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign604 LEVEELOG

5.36 5.36 Ramp Ramp on waterside slope.
Entry Last Updated : 2/11/2021

Water SideRamp9 LEVEELOG

4614

5.36 5.36 Structure Stairs on waterside slope.
Entry Last Updated : 2/11/2021

Water SideStairs12 LEVEELOG

4614

5.36 5.36 Ramp Ramp on the landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp199 GEILEVEELOG

4614
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5.36 5.36 Structure Mailboxes on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox602 LEVEELOG

5.38 5.38 Structure Stop sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign688 LEVEELOG

5.38 5.38 Structure Memorial on concrete pad on waterside slope.
Entry Last Updated : 2/11/2021

Water SidePad691 LEVEELOG

5.38 5.38 Wall Wooden and stone retaining walls.
Entry Last Updated : 2/11/2021

Land SideRetaining14 LEVEELOG

5.38 5.38 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp601 LEVEELOG

5.39 5.39 Structure Clarksburg boat launch sign co-located with sport fish 
restoration sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign687 LEVEELOG

5.39 5.39 Structure 2 foot wide CMP concrete filled bollards on waterside 
bench.
Entry Last Updated : 2/11/2021

Water SidePole689 LEVEELOG

5.39 5.39 Gate Pipe gate on waterside ramp.
Entry Last Updated : 2/11/2021

Water SideMetal690 LEVEELOG

5.39 5.56 Structure Bollards and parking stop blocks along waterside bench at 
waterside edge.
Entry Last Updated : 2/11/2021

Water SidePole667 LEVEELOG

5.39 5.39 Ramp Ramp to boat launch on waterside slope.
Entry Last Updated : 2/11/2021

Water SideRamp686 LEVEELOG

5.40 5.40 Structure Four 2 inch by 3 feet tall bollards on waterside bench at 
right angle to main bollards.
Entry Last Updated : 2/11/2021

Water SidePole685 LEVEELOG

5.40 5.40 Structure Day use sign on waterside bench.
Entry Last Updated : 2/11/2021

Water SideSign684 LEVEELOG

5.41 5.41 Miscellaneou
s

Various plants on the landside slope.
Entry Last Updated : 2/11/2021

Land SideLandscaping600 LEVEELOG
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5.42 5.42 Structure 1 inch steel pole extending 3 feet on waterside bench.
Entry Last Updated : 2/11/2021

Water SidePole683 LEVEELOG

5.43 5.43 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox598 LEVEELOG

5.43 5.43 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp599 LEVEELOG

5.43 5.43 Structure Picnic bench on concrete footings on waterside bench.
Entry Last Updated : 2/11/2021

Water SideOther682 LEVEELOG

5.44 5.44 Structure Picnic bench on concrete footings on waterside bench.
Entry Last Updated : 2/11/2021

Water SideOther681 LEVEELOG

5.44 5.44 Ramp One asphalt paved and one aggregate base covered 
access ramps on landside slope, appx 10-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp446 USACEINSPECT

5.48 5.48 Structure Day use sign on waterside bench.
Entry Last Updated : 2/11/2021

Water SideSign680 LEVEELOG

5.48 5.48 Ramp Concrete ramp with stairs in the middle and railroad type 
rails on both side.
Entry Last Updated : 2/24/2020

Water SideRamp679 LEVEELOG

5.48 5.48 Structure Concrete pad on waterside bench.
Entry Last Updated : 2/11/2021

Water SidePad678 LEVEELOG

5.48 5.48 Structure Fish and Game boat ramp has RSP on waterside slope.
Entry Last Updated : 2/11/2021

Water SideBoat Ramp203 GEILEVEELOG

2600

4450

5.49 5.49 Structure No fires and day use sign on waterside bench.
Entry Last Updated : 2/11/2021

Water SideSign677 LEVEELOG

5.51 5.51 Structure Concrete pad with restroom on it.
Entry Last Updated : 2/11/2021

Water SidePad676 LEVEELOG

5.52 5.52 Structure No fires and no camping sign on waterside bench.
Entry Last Updated : 2/11/2021

Water SideSign675 LEVEELOG

5.53 5.53 Aerial Power lines cross levee.
Entry Last Updated : 2/11/2021

CrossingHigh Voltage674 LEVEELOG
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5.53 5.53 Structure Control box on power drop pole colocated with power pole 
surrounded by steel bollards
Entry Last Updated : 2/24/2020

Water SideControl Box673 LEVEELOG

5.54 5.54 Structure Picnic bench on concrete footings on waterside bench.
Entry Last Updated : 2/11/2021

Water SideOther672 LEVEELOG

5.55 5.55 Structure No open fires sign and trash barrels at waterside bench.
Entry Last Updated : 2/11/2021

Water SideSign671 LEVEELOG

5.55 5.55 Structure Picnic bench on concrete footings on waterside bench.
Entry Last Updated : 2/11/2021

Water SideOther670 LEVEELOG

5.55 5.55 Structure Pump and pressure tank on waterside bench in wire cage 
surrounded by bollards.
Entry Last Updated : 2/11/2021

Water SidePump Station668 LEVEELOG

5.55 5.55 Structure Cleanout on waterside bench.
Entry Last Updated : 2/11/2021

Water SideManhole Cover669 LEVEELOG

5.56 5.56 Structure Light post on utility pole surrounded by steel bollards.
Entry Last Updated : 2/11/2021

Water SidePole - Light665 LEVEELOG

5.56 5.56 Structure Stop sign at waterside crown.
Entry Last Updated : 2/11/2021

Water SideSign666 LEVEELOG

5.56 5.56 Structure Two electrical christy boxes on waterside slope.
Entry Last Updated : 2/11/2021

Water SideControl Box451 USACEINSPECT

5.56 5.56 Structure Air vent on post next to Manhole covers on waterside 
bench.
Entry Last Updated : 2/11/2021

Water SidePipe Section664 LEVEELOG

5.56 5.56 Structure Two manhole covers on waterside at park level.
Entry Last Updated : 2/11/2021

Water SideManhole Cover662 LEVEELOG

5.56 5.56 Structure 8 CMP concrete filled  bollards on waterside bench at 
edge of paved area.
Entry Last Updated : 2/11/2021

Water SidePole663 LEVEELOG

5.56 5.56 Structure Clarksburg fishing access, Yolo County. Parking lot on 
wide berm.
Entry Last Updated : 2/11/2021

Water SidePad200 GEILEVEELOG
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5.56 5.56 Gate Metal pipe gate on waterside access ramp appx 24-ft wide.
Entry Last Updated : 2/11/2021

Water SideMetal455 USACEINSPECT

5.56 5.56 Structure Large wood sign post waterside slope appx 3-ft from 
crown.
Entry Last Updated : 2/11/2021

Water SideSign450 USACEINSPECT

5.56 5.56 Ramp Ramp to Clarksburg boat launch.
Entry Last Updated : 2/11/2021

Water SideRamp565 LEVEELOG

5.63 5.63 Structure 50 MPH sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign597 LEVEELOG

5.72 5.72 Structure T intersection sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign596 LEVEELOG

5.81 5.81 Revetment Slope revetted.
Entry Last Updated : 2/11/2021

Water SideRock212 GEILEVEELOG

5.81 5.81 UCIP DS_ID:22411
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe and an electrical conduit through the levee, invert 
elevation 6.2 feet below the crown. Slant pump on a 
concrete pad on the waterside (WS) slope. Siphon 
breaker on the landside (LS) shoulder in a corrugated 
metal pipe (CMP) riser. Concrete masonry distribution box 
on the LS toe. (H. Cowell). [Additional Reference(s): DWR 
Levee Log, 2005. USACE Sacramento O&M Manual 112, 
March 1957, (RM 39.90)].
Entry Last Updated : 4/17/2021

CrossingPipe208 UCIPAPR2021

5.97 5.97 Structure No trespass sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign595 LEVEELOG

6.04 6.04 Ramp Aggregate base covered access ramps on landside slope, 
appx 20-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp18 LEVEELOG

6.05 6.05 Structure Shed within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding49 LEVEELOG

6.05 6.05 Structure Standpipe within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SideStandpipe594 LEVEELOG
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6.05 6.05 Ramp Aggregate base covered access ramps on landside slope, 
appx 20-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp20 LEVEELOG

6.07 6.07 Ramp Aggregate base covered access ramps on landside slope, 
appx 20-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp461 USACEINSPECT

6.13 6.13 UCIP DS_ID:22412
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 10-inch steel irrigation discharge 
pipe and an electrical conduit through the levee, invert 
elevation 4.8 feet below the crown. Slant pump on the 
waterside (WS) slope. Siphon breaker in a corrugated 
metal pipe (CMP) riser on the landside (LS) shoulder. 
Slope erosion on the LS at the siphon breaker. (Ed 
Boyles). [Additional Reference(s): DWR Levee Log, 2005. 
USACE Sacramento O&M Manual 112, March 1957, (RM 
40.22)].
Entry Last Updated : 4/17/2021

CrossingPipe220 UCIPAPR2021

6.14 6.14 Ditches Toe Ditch at landside toe. Appx 5-ft wide, 3-ft deep and 
extends for 40-ft along levee.
Entry Last Updated : 2/11/2021

Land SideUnlined464 USACEINSPECT

6.21 6.21 Mark Survey monument on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSurvey465 USACEINSPECT

6.21 6.23 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp24 LEVEELOG

6.23 6.23 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp466 USACEINSPECT

6.23 6.23 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox593 LEVEELOG

6.23 6.23 Structure Boat dock and ramp on waterside slope.  Wood pilings 
and dock more than 15-ft from waterside toe.
Entry Last Updated : 2/11/2021

Water SideDock467 USACEINSPECT

6.32 6.32 Structure No trespass sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign592 LEVEELOG
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6.32 6.32 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp591 LEVEELOG

6.35 6.35 Structure Wine country sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign590 LEVEELOG

6.37 6.37 Structure Pressure tank on landside toe.
Entry Last Updated : 2/11/2021

Land SideTank589 LEVEELOG

6.37 6.37 Structure Metal tank at landside toe. Appx 3-ft dia by 10.5-ft in 
length on concrete slab.
Entry Last Updated : 2/11/2021

Land SideTank473 USACEINSPECT

6.38 6.38 UCIP DS_ID:22480
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 2 of 2: 8-inch steel irrigation 
discharge pipe through the levee, 12.7 feet below the 
crown. Pump and gate valve on the landside (LS). 6-inch 
abandoned pipe through the levee, 4.8 feet below the 
crown. Both ends open. (Perry Cook). [Additional 
Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe227 UCIPAPR2021

6.38 6.38 UCIP DS_ID:22414
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 1 of 2: 8-inch steel irrigation 
discharge pipe through the levee, 12.7 feet below the 
crown. Abandoned gate valve handle on the waterside 
(WS) slope. Concrete vault in the water filtration plant at 
the landside (LS) toe. Concrete standpipe on the LS 
slope. (Perry Cook). [Additional Reference(s): DWR Levee 
Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe228 UCIPAPR2021

6.38 6.38 Structure Entry Last Updated : 4/25/2018Land SidePole588 LEVEELOG

6.40 6.40 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox587 LEVEELOG

6.40 6.40 Ramp Ramp on the landward slope.
Entry Last Updated : 4/25/2018

Land SideRamp223 GEILEVEELOG

6.40 6.40 Miscellaneou
s

Landscaping on the landward slope.
Entry Last Updated : 2/16/2018

Land SideLandscaping224 GEILEVEELOG
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6.43 6.43 Structure House within 15-ft of landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding52 LEVEELOG

6.43 6.43 Structure Boat dock (L-shape) and walkway to dock.
Entry Last Updated : 2/11/2021

Water SideDock225 GEILEVEELOG

6.43 6.43 Ramp Dual Ramps on the landward slope. Lined with bollards
Entry Last Updated : 4/25/2018

Land SideRamp226 GEILEVEELOG

6.43 6.43 Structure Warehouse within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding471 USACEINSPECT

6.43 6.43 Wall Wooden retaining wall concrete stair and dock on 
waterard slope.
Entry Last Updated : 2/16/2018

Water SideRetaining233 GEILEVEELOG

6.43 6.43 Miscellaneou
s

Planter boxes and bollards on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideLandscaping583 LEVEELOG

6.43 6.43 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox7 LEVEELOG

6.43 6.43 Miscellaneou
s

Large planter box on landside slope.
Entry Last Updated : 2/11/2021

Land SideLandscaping584 LEVEELOG

6.43 6.43 Fence Fence along landside toe.
Entry Last Updated : 2/11/2021

Land SideChain Link585 LEVEELOG

6.43 6.43 Structure Wooden walkway down landside slope.
Entry Last Updated : 2/11/2021

Land SideWalkway586 LEVEELOG

6.45 6.45 Ramp Paved ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp582 LEVEELOG

6.45 6.45 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox581 LEVEELOG

6.46 6.46 Ramp Concrete covered access ramp on landide slope, appx 20-
ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp229 GEILEVEELOG

6.46 6.46 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox580 LEVEELOG
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6.49 6.49 Wall Retaining wall and sidewalks along landside toe.
Entry Last Updated : 2/11/2021

Land SideRetaining579 LEVEELOG

6.50 6.50 UCIP DS_ID:22413
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 6-inch steel 
irrigation discharge pipe, 10 feet below the crown. Gate 
valve on each end, though only one was found on the 
waterside (WS) in 2013. Pump on the landside (LS), 10 
feet from the LS toe, not found in 2013. Riser on the WS 
slope has been removed as of the 2016 inspection. (C. 
Godfrey). [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (RM 40.60), referenced as invert elevation 8.5 feet 
below the crown].
Entry Last Updated : 4/17/2021

CrossingPipe230 UCIPAPR2021

6.51 6.51 Ramp Concrete covered access ramp on landside slope, appx 
20-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp483 USACEINSPECT

6.51 6.51 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox578 LEVEELOG

6.57 6.57 UCIP DS_ID:22425
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch irrigation discharge pipe 
of an unknown material through the levee, 12 feet below 
the crown. Gate valve in a corrugated metal pipe (CMP) 
riser on the waterside (WS) slope. Pump at the landside 
(LS) toe. (Joe Gomez). [Additional Reference(s): DWR 
Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe235 UCIPAPR2021

6.60 6.60 Fence Wood fence on landside ramp.
Entry Last Updated : 2/11/2021

Land SideWood15 LEVEELOG

6.60 6.60 Ramp Ramp on the landward slope.
Entry Last Updated : 2/11/2021

Land SideRamp240 GEILEVEELOG

6.60 6.60 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox576 LEVEELOG

6.60 6.60 Miscellaneou
s

Vegetation on landside slope.
Entry Last Updated : 2/11/2021

Land SideLandscaping577 LEVEELOG
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6.64 6.64 Structure Concrete stairs on landside slope.
Entry Last Updated : 2/11/2021

Land SideStairs491 USACEINSPECT

6.64 6.64 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox575 LEVEELOG

6.65 6.65 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp490 USACEINSPECT

6.65 6.65 Structure Bent sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign745 LEVEELOG

6.68 6.68 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp244 GEILEVEELOG

6.68 6.68 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp493 USACEINSPECT

6.69 6.69 UCIP DS_ID:22426
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 9-inch steel irrigation discharge 
pipe through the levee, invert elevation 9.7 feet below the 
crown. Gate valve and pump house on the landside (LS). 
(Retention of an irrigation pumping plant with a centrifugal 
pump on the LS levee slope with a 9-inch pipe through the 
levee authorized under Automatic Board Order (ABO) 
issued as Permit No. 8551, 1973 - Albert Souza). 
[Additional Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (RM 40.79)].
Entry Last Updated : 4/17/2021

CrossingPipe242 UCIPAPR2021

8551

6.71 6.71 Structure 4 inch Diameter pole on landside slope.
Entry Last Updated : 2/11/2021

Land SidePole574 LEVEELOG

6.72 6.72 Ramp Ramp on the landward slope.
Entry Last Updated : 2/16/2018

Land SideRamp264 GEILEVEELOG

6.72 6.72 Structure Concrete staircase on waterside slope.
Entry Last Updated : 2/11/2021

Water SideStairs494 USACEINSPECT

6.72 6.96 Revetment Angular rock up to 8-in diameter on waterside slope. Appx 
10- to 20-ft high.
Entry Last Updated : 2/11/2021

Water SideRock516 USACEINSPECT
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6.74 6.93 Structure Guardrail on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideGuardrail560 LEVEELOG

6.75 6.75 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp495 USACEINSPECT

6.76 6.76 Ramp Ramp to landside toe.
Entry Last Updated : 2/11/2021

Land SideRamp573 LEVEELOG

6.77 6.77 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox571 LEVEELOG

6.77 6.77 Structure For sale sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign572 LEVEELOG

6.79 6.79 Ramp Ramp on landside slope.
Entry Last Updated : 2/11/2021

Land SideRamp570 LEVEELOG

6.80 6.80 Structure Sign post on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign569 LEVEELOG

6.80 6.80 UCIP DS_ID:22427
EP_NO: 1703
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, 4.5 feet below the crown. Pump 
and gate valve on the waterside (WS) slope. Service pole 
and standpipe on the landside (LS) shoulder. (Plans for 
the installation of an irrigation pumping plant through the 
levee authorized under Permit No. 1703, 1952 - Malcolm 
A. Silva). [Additional Reference(s): DWR Levee Log, 
2005].
Entry Last Updated : 4/17/2021

CrossingPipe250 UCIPAPR2021

1703

6.83 6.83 Fence Metal fence along landside toe.
Entry Last Updated : 2/11/2021

Land SideWrought Iron568 LEVEELOG

6.84 6.84 Structure Concrete structures sidewalks and garden borders at 
landside toe.
Entry Last Updated : 2/11/2021

Land SidePad567 LEVEELOG

6.85 6.85 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox566 LEVEELOG
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6.85 6.85 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp500 USACEINSPECT

6.87 6.87 Revetment APP INFO: Levee reconstructed and bank revetted by the 
USCE 1966, Site Mile 41.2.  Contract No. 6
Entry Last Updated : 2/24/2020

Water SideRock268 GEILEVEELOG

6.88 6.88 Structure House within 15-ft of landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding505 USACEINSPECT

6.88 6.88 Wall Concrete retaining wall on landside ramp.
Entry Last Updated : 2/11/2021

Land SideRetaining25 LEVEELOG

6.88 6.88 Ramp Landside ramp.
Entry Last Updated : 2/11/2021

Land SideRamp254 GEILEVEELOG

6.88 6.88 Miscellaneou
s

Vegetation on the landside slope.
Entry Last Updated : 2/11/2021

Land SideLandscaping262 USACEPI

6.88 6.88 Structure Concrete stairs with metal railing down waterside slope to 
river.
Entry Last Updated : 2/11/2021

Water SideStairs563 LEVEELOG

6.88 6.88 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox564 LEVEELOG

6.90 6.90 UCIP DS_ID:22475
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 12-inch steel drainage pipe 
through the levee, 13 feet below the crown. Gate on the 
landside (LS). [Additional Reference(s): USACE 
Sacramento O&M Manual 112, March 1957, (RM 40.91), 
referenced as invert elevation 5 feet below the crown].
Entry Last Updated : 4/17/2021

Pipe64 UCIPAPR2021
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6.90 6.90 UCIP DS_ID:22428
EP_NO: 2710
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe and an electrical conduit through the levee, 4.5 feet 
below the crown. Slant pump on the waterside (WS) 
slope. Service pole and standpipe at the landside (LS) 
toe. 1.5-inch galvanized iron electrical conduit on the WS. 
(Plans for installation of a pumping plant authorized under 
Permit No. 2710, 1958 - Shoya Sakazaki). [Additional 
Reference(s): DWR Levee Log, 2005, 10-inch pipe 
referenced].
Entry Last Updated : 4/17/2021

CrossingPipe258 UCIPAPR2021

2710

6.90 6.90 Structure Power drop pole within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SidePole - Utility562 LEVEELOG

6.93 6.93 Fence Wire fence at landside toe. Extends appx 50-ft along levee.
Entry Last Updated : 2/11/2021

Land SideBarbed Wire513 USACEINSPECT

6.93 6.93 Fence Fence on the landward slope.
Entry Last Updated : 2/11/2021

Land SideBarbed Wire261 GEILEVEELOG

6.93 6.93 Ramp Asphalt paved access ramp, appx 15-ft wide.
Entry Last Updated : 2/11/2021

Land SideRamp504 USACEINSPECT

6.93 6.93 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox561 LEVEELOG

6.97 6.97 Structure No trespass sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign559 LEVEELOG

7.00 7.00 UCIP DS_ID:22429
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch concrete encased steel 
irrigation discharge pipe through the levee, 10 feet below 
the crown. Pump on a concrete slab and a slide gate in a 
corrugated metal pipe (CMP) riser on the waterside (WS) 
slope. Pipe through the levee section is encased in 
reinforced concrete. Concrete standpipe at the landside 
(LS) toe. (A. Monice). [Additional Reference(s): DWR 
Levee Log, 2005. USACE Sacramento O&M Manual 112, 
March 1957, (RM 41.10), referenced as invert elevation 
8.2 feet below the crown].
Entry Last Updated : 4/17/2021

CrossingPipe267 UCIPAPR2021

7.01 7.01 Structure Power drop pole within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SidePole - Utility558 LEVEELOG
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7.02 7.02 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp512 USACEINSPECT

7.05 7.05 UCIP DS_ID:22430
EP_NO: 
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 6-inch concrete encased steel 
irrigation discharge pipe through the levee, 12.5 feet 
below the crown. Slide gate in corrugated metal pipe 
(CMP) riser on the waterside (WS) slope. [Additional 
Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe272 UCIPAPR2021

7.06 7.06 Structure Mailbox on landside slope.
Entry Last Updated : 2/11/2021

Land SideMailbox557 LEVEELOG

7.11 7.11 Revetment Levee reconstructed and bank revetted by the USCE 
1954, Site No. 6.
Entry Last Updated : 2/16/2018

Water SideRock278 GEILEVEELOG

7.17 7.17 Structure Power drop pole within 15 feet of landside toe.
Entry Last Updated : 2/11/2021

Land SidePole - Utility556 LEVEELOG

7.18 7.18 UCIP DS_ID:22432
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch concrete encased steel 
irrigation discharge pipe through the levee, invert elevation 
13 feet below the crown. Pump and gate valve at the 
landside (LS) toe. Service pole located at the LS toe. 
(Peters). [Additional Reference(s): USACE Sacramento 
O&M Manual 112, March 1957, (RM 41.29)].
Entry Last Updated : 4/17/2021

CrossingPipe277 UCIPAPR2021

7.21 7.21 Structure T intersection sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign555 LEVEELOG

7.22 7.22 Structure Bird house on pole on landside toe.
Entry Last Updated : 2/11/2021

Land SidePole554 LEVEELOG

7.24 7.24 Structure 1000 gallon storage tank and conex box at landside toe.
Entry Last Updated : 2/11/2021

Land SideTank553 LEVEELOG

7.26 7.26 Structure House at landside toe.
Entry Last Updated : 2/11/2021

Land SideBuilding523 USACEINSPECT
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7.29 7.29 Structure 50 mph on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign552 LEVEELOG

7.30 7.30 Ramp Asphalt paved access ramp on landside slope, appx 12-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp524 USACEINSPECT

7.30 7.30 Structure Stop sign and road name sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign547 LEVEELOG

7.30 7.30 Structure Bogle winery sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign548 LEVEELOG

7.31 7.31 Structure Regulation sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign549 LEVEELOG

7.31 7.31 Structure Guardrail on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideGuardrail550 LEVEELOG

7.31 7.31 Structure Direction sign behind guardrail on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign551 LEVEELOG

7.33 7.33 Structure 50 mph speed limit sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign546 LEVEELOG

7.39 7.39 Structure Side road caution sign on landside slope.
Entry Last Updated : 2/11/2021

Land SideSign545 LEVEELOG

7.61 7.61 Structure Mangled no trespass sign on waterside slope.
Entry Last Updated : 2/11/2021

Water SideSign544 LEVEELOG

7.63 7.63 Mark USA mark on waterside of crown.
Entry Last Updated : 2/11/2021

Water SideMarker543 LEVEELOG

7.63 7.63 Structure 35 mph sign on waterside shoulder.
Entry Last Updated : 2/11/2021

Water SideSign542 LEVEELOG
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7.67 7.67 UCIP DS_ID:22431
EP_NO: 
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, 13 feet below the crown. Pump 
and gate valve in a pump house at the landside (LS) toe. 
Concrete standpipe and service pole at the LS toe. 
(Gortor Estate). [Additional Reference(s): DWR Levee 
Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe290 UCIPAPR2021

7.70 7.70 Structure 50 MPH speed limit sign on the landside slope.
Entry Last Updated : 2/11/2021

Land SideSign310 LEVEELOG

7.70 7.70 Ramp Asphalt paved access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp527 USACEINSPECT

7.76 7.76 Structure Telephone line guy wire on the landward slope.
Entry Last Updated : 2/11/2021

Land SidePole - Utility295 GEILEVEELOG

7.78 7.78 Ramp Ramp on the landward slope with cable gate.
Entry Last Updated : 4/25/2018

Land SideRamp308 GEILEVEELOG

7.80 7.80 Ramp Sod covered access ramp on landside slope, appx 15-ft 
wide.
Entry Last Updated : 2/11/2021

Land SideRamp528 USACEINSPECT

7.80 7.80 Mark End Unit 2 of Reclamation District No. 150 at the Elk 
Slough intake structure.
Entry Last Updated : 2/16/2018

CrownBoundary297 GEILEVEELOG

7.80 7.80 Structure Small speed limit sign and radar detector on waterside 
slope.
Entry Last Updated : 2/11/2021

Water SideSign529 USACEINSPECT
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0.00 0.00 Mark Left bank of Elk Slough at right bank of Sutter Slough.
Entry Last Updated : 9/1/2016

CrownBoundary1 GEILEVEELOG

0.00 0.00 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp2 GEILEVEELOG

0.01 0.31 Miscellaneou
s

Pear orchard along landside toe.
Entry Last Updated : 9/7/2016

Land SideLandscaping190 LEVEELOG

0.06 0.06 Ramp Sod covered access ramp on R/S slope, appx 15-ft wide. 
Ramp does not reduce levee prism.  Ramp in poor 
condition. Elderberry bush at end of ramp.
Entry Last Updated : 1/31/2020

Water SideRamp191 USACEINSPECT

0.08 0.08 Ramp Entry Last Updated : 9/7/2016Land SideRamp392 LEVEELOG

0.09 0.09 Revetment Aggregate based covered crown.  Gravel in poor condition 
with vegetation growing in center and along edges of 
access road.
Entry Last Updated : 1/31/2020

CrownRock193 USACEINSPECT

0.10 0.10 Miscellaneou
s

Turnout on crown and L/S slope, 10-ft wide and extends 
50-ft along levee. Turnout sod covered, poor condition.
Entry Last Updated : 1/31/2020

Water SideTurnout192 USACEINSPECT

0.16 0.16 Structure Entry Last Updated : 2/25/2020Land SidePole393 LEVEELOG

0.31 0.31 Gate Pipe gate.
Entry Last Updated : 9/1/2016

CrownMetal3 GEILEVEELOG

0.31 0.31 Ramp Sod covered access ramp on L/S slope, appx 12-ft wide. 
Ramp does not reduce levee prism.  Ramp in poor 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp198 USACEINSPECT

0.35 0.35 Structure Floating dock and gangway on waterward slope.
Entry Last Updated : 9/1/2016

Water SideDock4 GEILEVEELOG

13613

0.35 0.35 Structure Wood stairs go down R/S slope to floating dock.
Entry Last Updated : 1/31/2020

Water SideStairs200 USACEINSPECT
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0.35 0.35 Structure House at landside toe.
Entry Last Updated : 9/7/2016

Land SideBuilding201 USACEINSPECT

0.38 0.38 Structure Garage at easement boundary.
Entry Last Updated : 9/7/2016

Land SideBuilding396 LEVEELOG

0.39 0.39 UCIP DS_ID:22453
EP_NO: 13612
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 6-inch steel 
gravity irrigation pipe through the levee, 3.5 feet below the 
crown. Pump and gate valve on the waterside (WS) slope. 
(Runyon). [Additional Reference(s): DWR Levee Log, 
2005].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe6 UCIPAPR2021

13612

0.39 0.39 Structure Utility poles and guy wire appx 10-ft from L/S toe. Extends 
appx 0.25-mi along levee. No permit provided.
Entry Last Updated : 1/31/2020

Land SidePole - Utility205 USACEINSPECT

0.39 0.39 Ramp Aggregate base driveway on L/S slope.  Driveway reduces 
levee prism by 6-in.  Gravel in poor condition.
Entry Last Updated : 1/31/2020

Land SideRamp204 USACEINSPECT

0.40 0.40 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility397 LEVEELOG

0.40 0.40 UCIP DS_ID:22454
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 6-inch steel irrigation discharge 
pipe through the levee, 3.5 feet below the crown. Pump 
and gate valve on the waterside (WS) slope. (Gentner). 
[Additional Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe8 UCIPAPR2021

0.41 0.41 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility399 LEVEELOG

0.46 0.46 Structure Entry Last Updated : 1/29/2020Land SidePole - Utility400 LEVEELOG

0.51 0.51 Structure Entry Last Updated : 1/29/2020Land SidePole - Utility401 LEVEELOG

0.56 0.56 Structure Entry Last Updated : 1/29/2020Land SidePole - Utility402 LEVEELOG
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0.57 0.57 UCIP DS_ID:22455
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe through the levee, invert elevation 13.7 feet below the 
crown. Gate valve on the landside (LS) slope. (T. Olsen). 
[Additional Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 0.58)].
Entry Last Updated : 4/17/2021

CrossingPipe9 UCIPAPR2021

0.60 0.60 Structure Entry Last Updated : 1/29/2020Land SidePole - Utility403 LEVEELOG

0.63 0.63 Structure Entry Last Updated : 9/7/2016Land SideSign405 LEVEELOG

0.63 0.63 Gate 17-ft wide cable locking gate on crown.
Entry Last Updated : 1/31/2020

CrownCable207 USACEINSPECT

0.63 0.63 Structure Entry Last Updated : 1/29/2020Land SidePole - Utility404 LEVEELOG

0.63 0.63 Aerial Overhead telephone cable crosses the channel.
Entry Last Updated : 9/7/2016

CrossingCommunications11 GEILEVEELOG

0.63 0.63 Aerial Overhead utility lines cross levee appx 25-ft above crown.
Entry Last Updated : 1/31/2020

CrossingHigh Voltage209 USACEINSPECT

0.64 0.64 Structure Entry Last Updated : 9/7/2016Water Side and 
Land Side

Guardrail406 LEVEELOG

0.64 0.64 At Grade Bridge across Elk Slough.
Entry Last Updated : 9/7/2016

CrossingRoad / Highway12 GEILEVEELOG

2901

0.64 0.64 Structure Entry Last Updated : 9/7/2016Water SideSign407 LEVEELOG

0.64 0.64 Structure Mailbox.
Entry Last Updated : 9/7/2016

Water SideMailbox408 LEVEELOG

0.64 0.64 Structure Mailbox.
Entry Last Updated : 9/7/2016

Water SideMailbox409 LEVEELOG

0.65 0.65 Structure Entry Last Updated : 9/7/2016Water Side and 
Land Side

Guardrail410 LEVEELOG
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0.66 0.66 Gate Pipe gate.
Entry Last Updated : 9/1/2016

CrownMetal13 GEILEVEELOG

0.66 0.66 Structure Entry Last Updated : 9/7/2016Water SideSign411 LEVEELOG

0.71 1.26 Ditches Drainage ditch appx 5- to 15-ft from L/S toe. Appx 5-ft 
wide, 1-ft deep and extends for appx 95-ft along levee.
Entry Last Updated : 1/31/2020

Land SideUnlined211 USACEINSPECT

0.77 0.77 Structure Open 9-ft dia. concrete ring at L/S toe. Filled with dirt.
Entry Last Updated : 9/21/2016

Land SideOther214 USACEINSPECT

0.79 0.79 Ramp Sod covered access ramp on L/S slope, appx 10-ft wide. 
Ramp does not reduce levee prism.  Ramp in poor 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp213 USACEINSPECT

1.02 1.02 Ramp Sod covered access ramp on L/S slope.  Ramp does not 
reduce levee prism.  Ramp in poor condition.
Entry Last Updated : 1/31/2020

Land SideRamp215 USACEINSPECT

1.09 1.09 Miscellaneou
s

Turnout on crown and R/S slope, 20-ft wide and extends 
150-ft along levee.  Berm is 2-ft higher than crown, filter 
fabric exposed. Turnout sod covered, poor condition.
Entry Last Updated : 1/31/2020

Water SideTurnout216 USACEINSPECT

1.09 1.09 Mark USACE survey monument on L/S slope.
Entry Last Updated : 1/31/2020

Land SideSurvey217 USACEINSPECT

1.14 1.43 Miscellaneou
s

Crops along landside toe.
Entry Last Updated : 9/7/2016

Land SideLandscaping412 LEVEELOG

1.20 1.20 Ramp Ramp cut into landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp17 GEILEVEELOG

1.22 1.22 Ramp Two sod covered access ramps on L/S slope, appx 7-ft 
wide. Ramps do not reduce levee prism.  Ramps in poor 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp218 USACEINSPECT

1.24 1.24 Mark USACE survey monument on L/S slope.
Entry Last Updated : 1/31/2020

Land SideSurvey219 USACEINSPECT
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1.26 1.41 Miscellaneou
s

Irrigation pipe and vertical stand pipe convey irrigation 
water to 7-ft wide by 3-ft deep triangular ditch. Source of 
irrigation flows unknown.
Entry Last Updated : 2/25/2020

Land SideIrrigation220 USACEINSPECT

1.32 9.41 Miscellaneou
s

Elderberry bushes
Entry Last Updated : 1/31/2020

Land SideLandscaping221 USACEINSPECT

1.35 1.35 Aerial Overhead utility lines cross levee, appx 35-ft above crown.
Entry Last Updated : 9/7/2016

CrossingHigh Voltage222 USACEINSPECT

1.35 1.35 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility413 LEVEELOG

1.35 1.35 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility414 LEVEELOG

1.35 1.35 UCIP DS_ID:22433
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 14-inch steel irrigation discharge 
pipe through the levee, invert elevation 8 feet below the 
crown. Pump in a pump house on the waterside (WS) 
slope. Service pole and steel distribution box on the 
landside (LS) slope. (A. Pylman). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 1.39)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe19 UCIPAPR2021

1.37 1.37 Ramp Earth covered access ramp on L/S slope, appx 12-ft wide. 
Ramp does not reduce levee prism.  Ramp missing 
gravel, poor condition.
Entry Last Updated : 1/31/2020

Land SideRamp223 USACEINSPECT

1.43 1.43 Ramp Earth covered access ramp on L/S slope, appx 12-ft wide. 
Ramp does not reduce levee prism.  Ramp missing 
gravel, poor condition.
Entry Last Updated : 1/31/2020

Land SideRamp225 USACEINSPECT

1.78 1.78 Structure Utility pole on R/S slope.
Entry Last Updated : 1/31/2020

Water SidePole - Utility227 USACEINSPECT
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1.78 1.78 UCIP DS_ID:22434
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 10-inch steel irrigation discharge 
pipe through the levee, invert elevation 3.4 feet below the 
crown. Pump, gate valve, and service pole on the 
waterside (WS) slope. (W. Bogle). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 1.82), 
7-inch pipe referenced].
Entry Last Updated : 4/17/2021

CrossingPipe22 UCIPAPR2021

9099

1.78 1.78 Aerial Overhead utility lines cross levee, appx 15-ft above crown.
Entry Last Updated : 9/7/2016

CrossingHigh Voltage416 LEVEELOG

1.79 1.79 Structure Power pole on landward slope. Start of line of power poles 
with assigned permit number.
Entry Last Updated : 9/7/2016

Land SidePole - Utility24 GEILEVEELOG

12443

1.79 1.94 Aerial Power pole on landward slope. Start of line of power poles 
with assigned permit number.
Entry Last Updated : 2/25/2020

Land SideHigh Voltage15 LEVEELOG

12443

1.83 1.83 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility5 LEVEELOG

1.84 1.84 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility419 LEVEELOG

1.88 1.88 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility7 LEVEELOG

1.88 1.88 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility420 LEVEELOG

1.94 1.94 Structure Entry Last Updated : 1/31/2020Land SidePole - Utility421 LEVEELOG

1.94 1.94 Structure Entry Last Updated : 1/31/2020Water SidePole - Utility422 LEVEELOG

1.94 1.94 Aerial Entry Last Updated : 9/7/2016CrossingHigh Voltage423 LEVEELOG

2.05 2.05 Structure Telephone pole line on the landward slope.
Entry Last Updated : 9/1/2016

Land SidePole - Utility26 GEILEVEELOG
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2.05 2.05 Ramp Aggregate base access ramp on L/S slope, appx 14-ft 
wide. Ramp does not reduce levee prism.  Ramp in good 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp230 USACEINSPECT

2.09 2.09 Structure Owl box.
Entry Last Updated : 9/21/2016

Land SidePost424 LEVEELOG

2.18 2.18 Structure Owl box.
Entry Last Updated : 9/7/2016

Land SidePost425 LEVEELOG

2.20 2.20 Gate Pipe gate.
Entry Last Updated : 9/1/2016

CrownMetal27 GEILEVEELOG

2.22 2.22 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp28 GEILEVEELOG

2.22 2.22 Structure Piezometer tubes on both shoulders. Has been removed.
Entry Last Updated : 9/1/2016

Water Side and 
Land Side

Other29 GEILEVEELOG

4192

2.24 2.24 Structure Traffic sign on the landward shoulder.
Entry Last Updated : 9/1/2016

Land SideSign30 GEILEVEELOG

2.24 2.24 Structure Entry Last Updated : 9/7/2016Land SideSign426 LEVEELOG

2.24 2.24 Structure Two capped, 1.5" metal poles sticking vertically out of 
waterside shoulder.
Entry Last Updated : 9/7/2016

Water SidePole427 LEVEELOG

2.25 2.25 Structure Entry Last Updated : 9/8/2016Land SideSign428 LEVEELOG

2.26 2.26 Ramp Asphalt paved access ramp on L/S slope, appx 12-ft wide. 
Ramp does not reduce levee prism.  Ramp in good 
condition. Connects to Road 143.
Entry Last Updated : 1/31/2020

Land SideRamp237 USACEINSPECT

2.26 2.26 Structure Owl box.
Entry Last Updated : 9/8/2016

Land SidePost429 LEVEELOG

2.27 5.14 At Grade Road crown hard surfaced. Road 144.
Entry Last Updated : 9/8/2016

CrownRoad / Highway31 GEILEVEELOG
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2.28 2.28 Revetment Angular rock up to 12-in diameter on R/S slope.  Extends 
appx 60-ft along levee, more than 25% of riprap 
displaced, poor condition.
Entry Last Updated : 1/31/2020

Water SideRock238 USACEINSPECT

2.35 2.35 Structure Entry Last Updated : 9/8/2016Water SideSign430 LEVEELOG

2.39 2.39 Revetment Angular rock up to 6-in diameter on L/S slope.  Extends 
appx 20-ft along levee. Vegetation growing through rock, 
poor condition
Entry Last Updated : 1/31/2020

Land SideRock239 USACEINSPECT

2.42 2.42 Structure Entry Last Updated : 9/8/2016Land SideSign431 LEVEELOG

2.43 2.43 Structure Owl box.
Entry Last Updated : 9/8/2016

Land SidePost432 LEVEELOG

2.47 2.47 Fence Lots of guide wire connected to metal pole.
Entry Last Updated : 2/25/2020

.Not IdentifiedMetal35 USACEPI

2.48 2.48 UCIP DS_ID:22435
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 4.3 feet below the 
crown. Pump on a piling structure in the river. Pipe 
discharges into a concrete vault at the landside (LS) toe. 
(A. Pylman). [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 2.53)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe33 UCIPAPR2021

2.48 2.48 Structure Entry Last Updated : 1/31/2020Land SidePole - Utility434 LEVEELOG

2.49 2.49 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp36 GEILEVEELOG

2.49 2.49 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility10 LEVEELOG

2.49 2.49 Structure Concrete cylinder and rectangle embedded in ground. 
Metal pipe on top is disconnected. Purpose unclear.
Entry Last Updated : 9/8/2016

Land SidePipe Section436 LEVEELOG
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2.50 2.50 Structure Entry Last Updated : 9/8/2016Water SideSign437 LEVEELOG

2.51 2.51 Ramp Aggregate based driveway on L/S slope, appx 12-ft wide.  
Driveway reduces levee prism appx 9-in.  Gravel in poor 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp243 USACEINSPECT

2.52 2.52 Structure Entry Last Updated : 1/31/2020Land SidePole - Utility438 LEVEELOG

2.60 2.60 Ramp Aggregate based ramp on L/S slope, appx 12-ft wide.  
Ramp reduces levee prism appx 6-in.  Gravel in poor 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp244 USACEINSPECT

2.65 2.65 Structure Owl box.
Entry Last Updated : 9/8/2016

Land SidePost439 LEVEELOG

2.68 2.68 Structure Entry Last Updated : 9/8/2016Water SideSign440 LEVEELOG

2.76 2.76 Structure Owl box.
Entry Last Updated : 9/8/2016

Land SidePost441 LEVEELOG

2.80 2.80 UCIP DS_ID:22436
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: *ABANDONED* 6-inch steel 
pipe of an unknown purpose through the levee, 6 feet 
below the crown. Open on the waterside (WS) end. 
Unable to locate the landside (LS) end. (A. Pylman). 
[Additional Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe38 UCIPAPR2021

2.88 2.88 Structure Owl box.
Entry Last Updated : 9/8/2016

Land SidePost442 LEVEELOG

3.03 3.03 Structure Entry Last Updated : 9/8/2016Water SideSign443 LEVEELOG
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3.10 3.10 UCIP DS_ID:22437
EP_NO: 7304
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 4.5-inch steel natural gas 
pipeline through both levees and under Elk Slough, 3 feet 
below the crown. Indicators on the landside (LS) and 
across the channel. Valve box on the LS in a corrugated 
metal pipe (CMP) riser. (Plans to install a 4-inch gas line 
across the channel and the adjacent levees of Elk Slough 
authorized under Permit No. 7304, 1971 - Union Oil 
Company of California). [Additional Reference(s): DWR 
Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingConduit40 UCIPAPR2021

7304

3.23 3.23 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp42 GEILEVEELOG

3.24 3.24 Structure Damaged small metal sign post on L/S slope appx 3-ft 
from crown.
Entry Last Updated : 1/31/2020

Land SidePost249 USACEINSPECT

3.28 3.28 Ramp Entry Last Updated : 9/8/2016Land SideRamp444 LEVEELOG

3.28 3.28 Structure Entry Last Updated : 1/31/2020Land SidePost445 LEVEELOG

3.28 3.28 Structure Entry Last Updated : 9/8/2016Water SideSign446 LEVEELOG

3.29 3.29 Structure Entry Last Updated : 1/31/2020Water SidePole - Utility447 LEVEELOG

3.29 3.29 Structure Entry Last Updated : 9/8/2016Land SideDistribution Box449 LEVEELOG

3.29 3.29 UCIP DS_ID:22438
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 3 feet below the 
crown. Overhead power line to the pump on a piling 
structure in the stream. Two ramps on the landside (LS) 
slope. Water filtration plant off the LS toe. (Plans to 
authorize replacement of a 12-inch pipe trenched through 
the levee and repairment of the levee road authorized 
under Permit No. 17870, 2004 - Gary Merwin). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 3.36)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe44 UCIPAPR2021

17870
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3.30 3.30 Ramp Earth covered based ramp on L/S slope, appx 14-ft wide.  
Ramp does not reduce levee prism.  Ramp in poor 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp252 USACEINSPECT

3.31 3.31 Structure Water filtration plant on concrete pad inside chain link 
fence on landside at easement boundary.
Entry Last Updated : 9/8/2016

Land SideTreatment Plant450 LEVEELOG

3.31 3.31 Structure Utility poles and guy wires on R/S slope. Extends appx 
400-ft along levee. No permit provided.
Entry Last Updated : 1/31/2020

Water SidePole - Utility253 USACEINSPECT

3.34 3.34 Ramp Entry Last Updated : 9/8/2016Land SideRamp451 LEVEELOG

3.36 3.44 Revetment Entry Last Updated : 2/25/2020Water SideRock453 LEVEELOG

3.36 3.36 Structure Entry Last Updated : 1/31/2020Land SidePole - Utility452 LEVEELOG

3.39 3.39 UCIP DS_ID:22439
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe through the levee, invert elevation 3.7 feet below the 
crown. Service pole on the waterside (WS) slope. Pump 
on a piling structure in the stream. Concrete standpipe at 
the landside (LS) toe. [Additional Reference(s): DWR 
Levee Log, 2005. USACE Sacramento O&M Manual 112, 
March 1957, (RM 3.45)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe48 UCIPAPR2021

3.39 3.39 Structure Small utility pole connected to large utility pole.
Entry Last Updated : 2/25/2020

Water SidePole - Utility454 LEVEELOG

3.39 3.39 Ditches Entry Last Updated : 9/8/2016Land SideUnlined455 LEVEELOG

3.39 3.39 Structure Entry Last Updated : 1/31/2020Water SidePole - Utility456 LEVEELOG

3.39 3.39 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp50 GEILEVEELOG
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3.39 3.39 Aerial Overhead utility lines cross levee. Appx 15-ft above crown.
Entry Last Updated : 1/29/2020

CrossingHigh Voltage256 USACEINSPECT

3.40 3.40 Structure Utility pole near landside slope toe.
Entry Last Updated : 2/25/2020

Land SidePole - Utility14 LEVEELOG

3.40 3.40 Ramp Aggregate based covered access ramp on L/S slope, 
appx 13-ft wide. Ramp does not reduce levee prism.  
Ramp covered in sod, poor condition.
Entry Last Updated : 1/31/2020

Land SideRamp255 USACEINSPECT

3.43 3.43 Ramp One of two aggregate covered based ramps on L/S slope, 
appx 8- and 12-ft wide.  Ramps do not reduce levee 
prism.  Ramps have some vegetation, poor condition.
Entry Last Updated : 1/31/2020

Land SideRamp458 LEVEELOG

3.44 3.44 Structure Small wooden shed on the landward slope.
Entry Last Updated : 9/1/2016

Land SideBuilding52 GEILEVEELOG

3.47 3.47 Fence Chicken wire fence at L/S toe.
Entry Last Updated : 1/31/2020

Land SideBarbed Wire260 USACEINSPECT

3.48 3.48 Structure Concrete slab at landside toe.
Entry Last Updated : 9/8/2016

Land SidePad459 LEVEELOG

3.49 3.49 Ramp Aggregate base access ramp on L/S slope, appx 14-ft 
wide. Ramp does not reduce levee prism.  Ramp in good 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp261 USACEINSPECT

3.50 3.50 Ramp Entry Last Updated : 9/8/2016Land SideRamp460 LEVEELOG

3.50 3.50 Gate Entry Last Updated : 9/8/2016Land SideCable461 LEVEELOG

3.55 3.55 UCIP DS_ID:22478
EP_NO: 16866
Crossing Status: Not Found
FIELD_STRUCT_DESC: 10-inch steel irrigation discharge 
pipe through the levee, 3 feet below the crown. (Plans to 
remove a section of the existing pipe and install a 10-inch 
steel pipe on the landside [LS] slope, through the crown, 
and connected to the existing pipe on the waterside [WS] 
slope of the levee authorized under Permit No. 16866, 
1998 - Marshall Pylman).
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe53 UCIPAPR2021

16866
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3.63 3.63 Ramp Ramp on the waterward slope.
Entry Last Updated : 9/1/2016

Water SideRamp56 GEILEVEELOG

3.63 3.63 Structure Entry Last Updated : 9/8/2016Water SideSign462 LEVEELOG

3.66 3.66 UCIP DS_ID:22440
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 5.9 feet below the 
crown. Slant pump on the waterside (WS) slope. 
Vent/siphon breaker at the apex of the pipe on the WS. 
Concrete platform lies next to the pump on the WS. 
Concrete standpipe and service pole with meter at the 
landside (LS) toe. Property owner is Ken Pylman at (916) 
775-1066. [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 3.73)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe55 UCIPAPR2021

1475

3.66 3.66 Structure Entry Last Updated : 1/31/2020Land SidePole - Utility463 LEVEELOG

3.66 3.66 UCIP DS_ID:22441
EP_NO: 10809
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: Steel electrical conduit of an 
unknown size, 2 feet below the crown. Service pole on the 
landside (LS) slope. (Plans to install an electrical conduit 
through the levee to an existing irrigation system, also 
through the levee, authorized under Permit No. 10809, 
1975 - James and Robert Pylman). [Additional 
Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingConduit54 UCIPAPR2021

10809

3.66 3.66 Structure Entry Last Updated : 1/29/2020Land SidePole - Utility464 LEVEELOG

3.67 3.67 Ramp One of two aggregate base access ramps on L/S slope, 
appx 14-ft wide, appx 150-ft apart. Ramps reduce levee 
prism by 1-ft.  Ramps in poor condition. Connects to farm 
road.
Entry Last Updated : 1/31/2020

Land SideRamp465 LEVEELOG

3.73 3.73 Ramp One of two aggregate base access ramps on L/S slope, 
appx 14-ft wide, appx 150-ft apart. Ramps reduce levee 
prism by 1-ft.  Ramps in poor condition. Connects to farm 
road.
Entry Last Updated : 1/31/2020

Land SideRamp466 LEVEELOG
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3.80 3.93 Structure Utility poles and guy wires on L/S slope. Permit provides 
for electrical conduit through levee at LM 3.75
Entry Last Updated : 2/25/2020

Land SidePole - Utility16 LEVEELOG

3.80 3.93 Aerial Utility poles and guy wires on L/S slope. Permit provides 
for electrical conduit through levee at LM 3.75
Entry Last Updated : 2/25/2020

Land SideHigh Voltage265 USACEINSPECT

3.82 3.82 Structure Entry Last Updated : 9/8/2016Land SideSign467 LEVEELOG

3.84 3.84 Structure Entry Last Updated : 1/29/2020Land SidePole - Utility469 LEVEELOG

3.84 3.84 UCIP DS_ID:22442
EP_NO: 6613
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch coated steel irrigation 
discharge pipe through the levee, invert elevation 6.2 feet 
below the crown. Slant pump on the waterside (WS) slope 
discharges through the 8-inch pipe into a concrete vault at 
the landside (LS) toe. (Plans to replace the existing 8-inch 
pipe with a new 8-inch pipe through the levee authorized 
under Permit No. 6613, 1969 - Harvey Pylman. Plans to 
replace the pump on the WS slope of the levee, also to 
delete or amend Condition Nos. 7 and 8 of Permit No. 
6613, authorized under Permit No. 6613-A, 1969 - Harry 
Pylman). [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 3.92)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe59 UCIPAPR2021

6613

3.85 3.85 Structure Power line guy wire in the landward slope.
Entry Last Updated : 9/1/2016

Land SidePole - Utility60 GEILEVEELOG

3.86 3.86 Ramp Entry Last Updated : 9/8/2016Land SideRamp470 LEVEELOG

3.89 3.89 Structure Pole line on the landward slope.
Entry Last Updated : 9/1/2016

Land SidePole - Utility65 GEILEVEELOG

3.91 3.91 Aerial Entry Last Updated : 2/25/2020CrossingHigh Voltage472 LEVEELOG

3.93 3.93 Structure Entry Last Updated : 1/31/2020Land SidePole - Utility473 LEVEELOG
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3.97 3.97 Ramp Aggregate base driveway on L/S slope, appx 12-ft wide. 
Ramp reduces levee prism appx 9-in.  Vegetation growing 
on ramp, poor condition.  Mailbox on 4-in post on L/S 
slope.
Entry Last Updated : 1/31/2020

Land SideRamp271 USACEINSPECT

3.97 3.97 Structure Utility pole at landside toe.
Entry Last Updated : 2/25/2020

Land SidePole - Utility18 LEVEELOG

3.97 3.97 Structure Smaller utility pole at landside toe next to large pole.
Entry Last Updated : 2/25/2020

Land SidePole - Utility20 LEVEELOG

3.97 3.97 Structure Landscaping building next to tank.
Entry Last Updated : 2/25/2020

Land SideBuilding21 LEVEELOG

3.97 3.97 Structure Tank next to landscaping building.
Entry Last Updated : 2/25/2020

Land SideTank23 LEVEELOG

3.97 3.97 Structure Metal post.
Entry Last Updated : 9/8/2016

Water SidePost476 LEVEELOG

3.97 3.97 Structure Mailbox.
Entry Last Updated : 9/8/2016

Land SideMailbox475 LEVEELOG

3.97 3.97 UCIP DS_ID:22443
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 10-inch steel irrigation discharge 
pipe and electrical conduit through the levee, invert 
elevation 8.2 feet below the crown. Pump on piles in the 
stream. Water filtration plant and service pole on the 
landside (LS). (H. Pylman). [Additional Reference(s): 
DWR Levee Log, 2005. USACE Sacramento O&M 
Manual 112, March 1957, (HLM 4.05)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe64 UCIPAPR2021

4.10 4.42 Fence Small wire fence adjacent to landside toe.
Entry Last Updated : 2/25/2020

Land SideMetal272 USACEINSPECT

4.28 4.28 Structure High voltage power tower and concrete anchor blocks for 
guy wires in the landward slope.
Entry Last Updated : 9/21/2016

Land SideTower67 GEILEVEELOG

4.28 4.28 Aerial Overhead utility lines appx 50- to 75-ft above crown.
Entry Last Updated : 9/8/2016

CrossingHigh Voltage273 USACEINSPECT
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4.39 4.39 Structure Entry Last Updated : 9/8/2016Water SideSign477 LEVEELOG

4.43 4.43 Aerial Utility line crosses levee appx 22-ft clearance above 
crown.
Entry Last Updated : 9/8/2016

CrossingCommunications274 USACEINSPECT

4.43 4.43 Structure Warehouse off landside toe.
Entry Last Updated : 2/25/2020

Land SideBuilding25 LEVEELOG

4.43 4.43 Structure Telephone pole line on the landward slope.
Entry Last Updated : 9/1/2016

Land SidePole - Utility69 GEILEVEELOG

4.46 4.46 Ramp Ramp an the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp71 GEILEVEELOG

4.48 4.48 Ramp Entry Last Updated : 4/12/2019Land SideRamp276 USACEINSPECT

4.48 4.71 Revetment Entry Last Updated : 2/25/2020Water SideRock34 LEVEELOG

4.48 4.48 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility478 LEVEELOG

4.51 4.51 Ramp Entry Last Updated : 9/8/2016Land SideRamp479 LEVEELOG

4.52 4.52 Structure Mailbox.
Entry Last Updated : 9/8/2016

Land SideMailbox480 LEVEELOG

4.60 4.60 Structure Entry Last Updated : 9/8/2016Land SideSign481 LEVEELOG

4.61 4.61 Structure Water filtration system.
Entry Last Updated : 9/8/2016

Land SideTreatment Plant482 LEVEELOG

4.63 4.63 Fence Wooden post safety guard rail on R/S hinge. Extends 
appx 75-ft along levee.
Entry Last Updated : 1/31/2020

Water SidePost & Cable280 USACEINSPECT
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4.63 4.63 UCIP DS_ID:22444
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 10-inch steel irrigation discharge 
pipe through the levee, invert elevation 3.8 feet below the 
crown. Pump on pilings in the stream. Concrete standpipe 
at the landside (LS) toe. (P. Cook). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 4.71)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe72 UCIPAPR2021

4.63 4.63 Structure Entry Last Updated : 1/31/2020Land SidePole - Utility484 LEVEELOG

4.63 4.71 Ditches Toe ditch 6- to 10-in deep, 3-ft wide, at L/S toe. Ditch cuts 
into levee prism appx 1-ft.
Entry Last Updated : 2/25/2020

Land SideUnlined278 USACEINSPECT

4.64 4.64 Structure Entry Last Updated : 1/31/2020Land SideSign485 LEVEELOG

4.69 4.69 Ramp Paved ramp on the landward slope to Road 142.
Entry Last Updated : 9/21/2016

Land SideRamp74 GEILEVEELOG

4.70 4.70 At Grade Roadway widened and resurfaced by Yolo County.
Entry Last Updated : 9/1/2016

CrownRoad / Highway75 GEILEVEELOG

5707

4.71 4.71 Structure Entry Last Updated : 9/8/2016Water SideSign486 LEVEELOG

4.72 4.72 Structure Entry Last Updated : 9/8/2016Land SideSign487 LEVEELOG

4.72 4.72 Structure Entry Last Updated : 9/8/2016Land SideSign488 LEVEELOG

4.72 4.72 Structure Entry Last Updated : 9/8/2016Land SideSign489 LEVEELOG

4.72 4.72 Structure Entry Last Updated : 9/8/2016Land SideSign490 LEVEELOG

4.73 4.73 Structure 30" CM standpipe.
Entry Last Updated : 9/8/2016

Land SideStandpipe491 LEVEELOG
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4.73 4.73 Fence Fence on the landward slope.
Entry Last Updated : 9/1/2016

Land SideMetal76 GEILEVEELOG

4.73 4.73 Structure 12" concrete standpipe.
Entry Last Updated : 9/8/2016

Land SideStandpipe492 LEVEELOG

4.74 4.74 Ramp Paved ramp to Road 142.
Entry Last Updated : 9/8/2016

Land SideRamp493 LEVEELOG

4.79 4.79 Structure Entry Last Updated : 9/8/2016Land SideSign494 LEVEELOG

4.84 4.84 Structure Entry Last Updated : 9/8/2016Water SideSign495 LEVEELOG

4.90 4.90 Structure Mailbox.
Entry Last Updated : 9/8/2016

Land SideMailbox496 LEVEELOG

4.90 4.90 UCIP DS_ID:22445
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 10-inch steel 
irrigation discharge pipe through the levee, invert elevation 
7.2 feet below the crown. Gate valve on the landside (LS) 
end. (D. Conner). [Additional Reference(s): DWR Levee 
Log, 2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 4.99)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe77 UCIPAPR2021

4.92 4.92 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp80 GEILEVEELOG

4.92 4.92 Fence Fence on the landward slope.
Entry Last Updated : 9/1/2016

Land SideMetal81 GEILEVEELOG

4.94 4.94 Ramp Entry Last Updated : 9/8/2016Land SideRamp497 LEVEELOG

4.96 4.96 Structure Entry Last Updated : 9/8/2016Land SideStairs498 LEVEELOG

4.96 4.96 Structure Mailbox.
Entry Last Updated : 9/8/2016

Land SideMailbox499 LEVEELOG
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4.97 5.05 Revetment Entry Last Updated : 9/8/2016Water SideCobble500 LEVEELOG

5.05 5.05 Ramp Aggregate base access ramp on L/S slope, appx 14-ft 
wide. Ramp does not reduce levee prism.  Ramp in good 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp286 USACEINSPECT

5.06 5.06 UCIP DS_ID:22446
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 24-inch steel drainage discharge 
pipe through the levee, 10.5 feet below the crown. Flap 
gate on the waterside (WS) end. Pump and gate valve at 
the landside (LS) toe. (Plans to install a 24-inch discharge 
pipeline through the levee authorized under Permit No. 
13736, 1983 - Reclamation District No. 150 [RD0150]). 
[Additional Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 5.15), 
30-inch pipe referenced, invert elevation 14.5 feet below 
the crown].
Entry Last Updated : 4/17/2021

Land Side to 
Water Side

Culvert82 UCIPAPR2021

5.06 5.06 Structure 12" concrete standpipe.
Entry Last Updated : 9/8/2016

Land SideStandpipe502 LEVEELOG

5.07 5.07 Structure 12" standpipe valve.
Entry Last Updated : 9/8/2016

Land SideStandpipe503 LEVEELOG

5.09 5.09 UCIP DS_ID:22447
EP_NO: 12646
Crossing Status: Found
FIELD_STRUCT_DESC: 6-inch wrapped steel irrigation 
discharge pipe through the levee, 6 feet below the crown. 
Slant pump on the waterside (WS) slope. Electrical 
conduit through the levee and on the WS. Service pole on 
the landside (LS). (Plans to install a 15-horsepower 
electrical irrigation pumping plant on the WS bank 
authorized under Permit No. 12646, 1979 - Graham 
Connor. Plans to replace 45 feet of the existing 10-inch 
pipe with a 12-inch steel pipe through the levee authorized 
under Permit No. 16875, 1998 - Keith Connor). [Additional 
Reference(s): DWR Levee Log, 2005, 10-inch pipe 
referenced].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe83 UCIPAPR2021

12646

5.10 5.10 Structure Entry Last Updated : 1/29/2020Land SidePole - Utility505 LEVEELOG

5.12 5.12 At Grade Unimproved crown roadway.
Entry Last Updated : 9/1/2016

CrownLevee88 GEILEVEELOG
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5.14 5.14 Ramp Road 144 descends from levee. Asphalt paved access 
ramp on L/S slope, appx 20-ft wide. Ramp does not 
reduce levee prism.  Ramp in good condition.
Entry Last Updated : 2/25/2020

Land SideRamp289 USACEINSPECT

5.14 5.14 Structure Entry Last Updated : 9/8/2016Water SideSign506 LEVEELOG

5.17 5.79 Miscellaneou
s

Crops along landside toe.
Entry Last Updated : 9/8/2016

Land SideLandscaping507 LEVEELOG

5.51 5.51 Fence Cross fence, wire drag gate.
Entry Last Updated : 9/1/2016

.Not IdentifiedMetal90 GEILEVEELOG

5.52 5.52 Fence Entry Last Updated : 2/25/2020Water SideBarbed Wire508 LEVEELOG

5.57 5.57 Structure 16" metal/concrete standpipe.
Entry Last Updated : 9/8/2016

Land SideStandpipe509 LEVEELOG

5.70 5.79 Ditches Entry Last Updated : 9/8/2016Land SideUnlined513 LEVEELOG

5.70 5.70 UCIP DS_ID:22448
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 10-inch steel irrigation discharge 
pipe through the levee, invert elevation 7.8 feet below the 
crown. Pump and gate valve on a steel platform on the 
waterside (WS). (Plans for the installation of a vertical unit 
irrigation pumping plant and a 10-inch, 10-gauge steel 
discharge pipe through the levee authorized under Permit 
No. 1167, 1947 - Darrell Connor). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 5.80)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe91 UCIPAPR2021

5.70 5.70 Structure Entry Last Updated : 2/25/2020Water SidePole - Utility511 LEVEELOG

5.70 5.70 Aerial Entry Last Updated : 9/8/2016CrossingHigh Voltage512 LEVEELOG

5.70 5.70 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility510 LEVEELOG
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5.72 5.72 UCIP DS_ID:22449
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: Old pump foundation on the 
waterside (WS) slope may be an indicator of an old pipe 
through the levee. No pump foundation found. [Additional 
References: DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

CrossingPipe92 UCIPAPR2021

5.73 5.73 Aerial Low power line that can cause problems during Flood fight.
Entry Last Updated : 1/31/2020

CrossingHigh Voltage293 USACEINSPECT

5.79 5.79 Structure Five buildings on the levee crown. Must detour from the 
crown with vehicle.
Entry Last Updated : 9/1/2016

CrownBuilding97 GEILEVEELOG

5.79 5.79 Ramp Earth covered access ramp on L/S slope, appx 12-ft wide. 
Ramp does not reduce levee prism. Ramp is missing 
aggregate, poor condition.
Entry Last Updated : 1/31/2020

Land SideRamp297 USACEINSPECT

5.79 5.83 Fence Horse ranch on levee reaching on crown on levee.
Entry Last Updated : 1/31/2020

Land SideMetal294 USACEINSPECT

5.80 5.80 Structure Stable structure.
Entry Last Updated : 9/8/2016

Land SideBuilding514 LEVEELOG

5.84 5.84 Ramp Entry Last Updated : 9/8/2016Land SideRamp516 LEVEELOG

5.84 5.84 Structure Two propane tanks.
Entry Last Updated : 9/8/2016

Land SideTank515 LEVEELOG

5.84 5.87 Structure House on top of Levee. No access across the levee (must 
drive around house). Include landscaping and fencing.
Entry Last Updated : 1/31/2020

CrownBuilding295 USACEINSPECT

5.86 5.86 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility519 LEVEELOG

5.86 5.86 Aerial Overhead utility line crosses levee from utility pole appx 
20-ft from L/S toe attaching to house on crown. <21-ft 
clearance.
Entry Last Updated : 1/31/2020

Land SideHigh Voltage296 USACEINSPECT
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5.86 5.86 UCIP DS_ID:22450
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: *ABANDONED* 10-inch steel 
pipe of an unknown purpose through the levee, invert 
elevation 2.6 feet below the crown. Open on the landside 
(LS) end. Unable to locate the waterside (WS) end. 
(Darrell Connor). [Additional Reference(s): DWR Levee 
Log, 2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 5.97)].
Entry Last Updated : 4/17/2021

CrossingPipe95 UCIPAPR2021

5.87 5.87 Miscellaneou
s

10" Irrigation valve on L/S slope.  No visual of pipe 
through levee.
Entry Last Updated : 1/31/2020

Land SideIrrigation300 USACEINSPECT

5.87 5.87 Ramp Entry Last Updated : 9/8/2016Land SideRamp518 LEVEELOG

5.87 5.87 Miscellaneou
s

Landscaping on the landward slope.
Entry Last Updated : 9/1/2016

Land SideLandscaping103 GEILEVEELOG

5.88 5.88 Structure Entry Last Updated : 9/8/2016Water SideSign520 LEVEELOG

5.88 7.17 At Grade Road 144 along levee crown. Asphalt paved crown.
Entry Last Updated : 1/31/2020

CrownRoad / Highway299 USACEINSPECT

5.89 5.89 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp101 GEILEVEELOG

5.90 5.90 Structure Concrete stairs and mailbox at L/S hinge.
Entry Last Updated : 1/31/2020

Land SideStairs301 USACEINSPECT

5.90 5.90 Ramp Two aggregate base covered access ramp on L/S slope, 
appx 14-ft wide.  Ramp does not reduce levee prism.  
Ramp in good condition. 5-ft wide stairs to mailboxes at 
top of ramp.
Entry Last Updated : 1/31/2020

Land SideRamp302 USACEINSPECT

5.92 5.92 Structure Mailbox.
Entry Last Updated : 9/8/2016

Land SideMailbox521 LEVEELOG

5.92 5.95 Miscellaneou
s

Landscaped yard and garden.
Entry Last Updated : 9/8/2016

Land SideLandscaping522 LEVEELOG

Page 22 of 38Report Created : Monday, August 23, 2021   09:50



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

RD0150

Waterway

Unit No. 03 Elk Slough

Bank

Left

Unit Miles

9.41

Reclamation District No. 0150 Merrit Island

Inspector

Dustin
Sanoski

Start End
Category Item Location Comment

Levee Mile

Permits

Entry 

No

Source

5.92 5.92 Structure 3-ft square concrete footing, 4-in metal pipe on R/S slope.
Entry Last Updated : 1/31/2020

Water SidePad303 USACEINSPECT

5.94 5.94 Ramp Two asphalt paved driveways on L/S slope, appx 14-ft 
wide.  Ramp does not reduce levee prism. Deteriorated 
asphalt, poor condition.
Entry Last Updated : 1/31/2020

Land SideRamp304 USACEINSPECT

5.95 5.95 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp104 GEILEVEELOG

5.95 5.95 UCIP DS_ID:22451
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 6-inch steel 
irrigation discharge pipe through the levee, invert elevation 
2.5 feet below the crown. Pump and gate valve removed 
prior to October 1962. Steel plate welded to the waterside 
(WS) end. Power pole and two anchors on the landside 
(LS) slope. (Warren Bogle). [Additional Reference(s): 
DWR Levee Log, 2005. USACE Sacramento O&M 
Manual 112, March 1957, (HLM 6.06)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe100 UCIPAPR2021

5.96 5.96 Structure Entry Last Updated : 1/31/2020Land SidePole - Utility523 LEVEELOG

5.98 5.98 Fence Fence on the landward slope.
Entry Last Updated : 9/1/2016

Land SideChain Link107 GEILEVEELOG

5.98 5.98 Structure Garage located at toe of L/S slope.
Entry Last Updated : 1/31/2020

Land SideBuilding307 USACEINSPECT

5.98 5.98 Ramp Entry Last Updated : 9/8/2016Land SideRamp525 LEVEELOG

5.98 5.98 Structure Mailbox.
Entry Last Updated : 9/8/2016

Land SideMailbox524 LEVEELOG

5.98 5.98 Structure Small shed.
Entry Last Updated : 10/26/2016

Land SideBuilding526 LEVEELOG

6.00 6.11 Miscellaneou
s

Landscaped yard with lawn.
Entry Last Updated : 10/26/2016

Land SideLandscaping527 LEVEELOG
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6.02 6.02 Structure Stairway going down L/S slope.
Entry Last Updated : 1/31/2020

Land SideStairs308 USACEINSPECT

6.02 6.02 Ramp Aggregate base access ramp on L/S slope, appx 10-ft 
wide. Ramp in good condition.
Entry Last Updated : 1/31/2020

Land SideRamp309 USACEINSPECT

6.02 6.02 Structure Entry Last Updated : 10/26/2016Land SideSign528 LEVEELOG

6.02 6.02 Structure Abandoned dock.
Entry Last Updated : 2/25/2020

Water SideDock110 LEVEEINSPECTION

6.02 6.02 Structure Storage shed at L/S toe, appx 10-ft by 8-ft.
Entry Last Updated : 1/31/2020

Land SideBuilding310 USACEINSPECT

6.03 6.03 Structure Floating dock cabled to R/S slope at toe. Badly damaged.
Entry Last Updated : 1/31/2020

Water SideDock311 USACEINSPECT

6.05 6.05 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp111 GEILEVEELOG

6.05 6.05 Structure Entry Last Updated : 10/26/2016Land SideSign529 LEVEELOG

6.06 6.06 Revetment Rounded cobbles and concrete block revetment on R/S 
slope, non-engineered. Up to appx 6-in by 12-in.  Length 
appx 20-ft
Entry Last Updated : 2/25/2020

Water SideCobble312 USACEINSPECT

6.08 6.08 Structure Owl box.
Entry Last Updated : 10/26/2016

Land SidePost530 LEVEELOG

6.12 6.15 Wall Entry Last Updated : 10/26/2016Land SideRetaining531 LEVEELOG

6.12 6.28 Structure Bogle Winery with landscaping (trees, bushes, and lawn) 
and outdoor furniture. Also concrete pads, tanks, and 
multiple buildings.
Entry Last Updated : 11/14/2016

Land SideBuilding532 LEVEELOG
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6.14 6.14 UCIP DS_ID:22452
EP_NO: 5820
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, 3.5 feet below the crown. Steel 
structure with a slant pump on the waterside (WS) slope. 
Siphon breaker on the landside (LS) shoulder. Standpipe 
at the LS toe. (Plans to replace an existing discharge pipe 
with a new pipe through the levee Permit No. 5820, 1967 - 
Warren Bogle) [Additional Reference(s): DWR Levee Log, 
2005].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe109 UCIPAPR2021

5820

6.15 6.15 Structure 3-ft by 10-ft wooden planter on R/S slope.
Entry Last Updated : 1/31/2020

Water SideOther315 USACEINSPECT

6.15 6.15 Structure Entry Last Updated : 10/26/2016Water SideSign534 LEVEELOG

6.15 6.15 Ramp Paved ramp.
Entry Last Updated : 10/26/2016

Land SideRamp535 LEVEELOG

6.15 6.15 Miscellaneou
s

Sprinklers for planter.
Entry Last Updated : 10/26/2016

Water SideIrrigation536 LEVEELOG

6.16 6.16 Structure Entry Last Updated : 10/26/2016Water SideSign537 LEVEELOG

6.17 6.17 Structure Entry Last Updated : 10/26/2016Water SideSign538 LEVEELOG

6.19 6.19 Structure Entry Last Updated : 10/26/2016Water SideSign539 LEVEELOG

6.21 6.22 Wall Entry Last Updated : 10/26/2016Land SideRetaining540 LEVEELOG

6.23 6.23 Structure Mailboxes.
Entry Last Updated : 10/26/2016

Land SideMailbox541 LEVEELOG

6.28 6.28 Ramp Ramp an the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp113 GEILEVEELOG

6.28 6.28 Structure Entry Last Updated : 10/26/2016Water SideSign542 LEVEELOG
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6.28 6.28 Structure Light fixture inside barrel.
Entry Last Updated : 10/26/2016

Land SideOther543 LEVEELOG

6.30 6.30 UCIP DS_ID:22476
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 7-inch steel irrigation discharge 
pipe, invert elevation 4.3 feet below the crown. Pump on 
the waterside (WS). [Additional Reference(s): USACE 
Sacramento O&M Manual 112, March 1957, (HLM 6.41)].
Entry Last Updated : 4/17/2021

CrossingPipe114 UCIPAPR2021

6.30 6.30 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp116 GEILEVEELOG

6.30 6.30 Structure Owl box.
Entry Last Updated : 10/26/2016

Land SidePost544 LEVEELOG

6.33 6.33 Structure Entry Last Updated : 1/31/2020Land SidePole545 LEVEELOG

6.33 6.33 Ramp Concrete driveway.
Entry Last Updated : 10/26/2016

Land SideRamp546 LEVEELOG

3257

6.35 6.35 Mark Metal traffic reflector stakes on L/S hinge.
Entry Last Updated : 1/31/2020

Land SideMarker318 USACEINSPECT

6.36 6.36 Ramp Concrete driveway.
Entry Last Updated : 10/26/2016

Land SideRamp547 LEVEELOG

3257

6.36 6.36 Structure House with landscaping, driveway, and shed.
Entry Last Updated : 10/26/2016

Land SideBuilding548 LEVEELOG

6.37 6.37 Structure Entry Last Updated : 10/26/2016Land SidePole549 LEVEELOG

6.39 6.49 Revetment Entry Last Updated : 2/25/2020Water SideRock37 LEVEELOG

6.40 6.40 Structure Large fuel tank at landside toe.
Entry Last Updated : 10/26/2016

Land SideTank550 LEVEELOG

6.44 6.44 Structure Concrete structure 3-ft square at L/S toe.
Entry Last Updated : 1/31/2020

Land SideOther322 USACEINSPECT
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6.47 6.47 Structure Entry Last Updated : 1/31/2020Land SideSign552 LEVEELOG

6.52 6.52 Structure Entry Last Updated : 10/26/2016Water SideSign553 LEVEELOG

6.53 6.53 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp120 GEILEVEELOG

6.57 6.57 Ramp Entry Last Updated : 10/26/2016Land SideRamp554 LEVEELOG

6.57 6.57 Structure Large pole.
Entry Last Updated : 2/25/2020

Land SidePole - Utility559 LEVEELOG

6.57 6.57 Structure Small pole.
Entry Last Updated : 2/25/2020

Land SidePole - Utility557 LEVEELOG

6.57 6.57 UCIP DS_ID:22456
EP_NO: 18268
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe and a 1.75-inch galvanized iron electrical conduit 
through the levee, invert elevation 11.8 feet below the 
crown. Gate valve on the waterside (WS) slope. Concrete 
box and power pole on the landside (LS) slope. (Plans to 
replace an existing 10-inch irrigation pipe with a 12-inch 
pipe through the levee authorized under Permit No. 
18268, 2011 - Bogle Vineyards, Inc). [Additional 
Reference(s): DWR Levee Log, 2005, 10-inch pipe 
referenced. USACE Sacramento O&M Manual 112, March 
1957, (HLM 6.69), 10-inch pipe referenced].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe117 UCIPAPR2021

18268

6.63 6.63 UCIP DS_ID:22457
EP_NO: 14650
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, 5 feet below the crown. Diesel 
powered slant pump on the waterside (WS). Concrete 
distribution box on the landside (LS) toe. (Plans to install a 
slant mounted pump on the WS of the levee with a 12-
inch discharge pipe through the levee authorized under 
Permit No. 14650, 1987 - Webber Farms). [Additional 
Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe118 UCIPAPR2021

14650

6.72 6.72 Structure Entry Last Updated : 10/26/2016Water SideSign561 LEVEELOG
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6.73 6.73 Ramp Entry Last Updated : 10/26/2016Land SideRamp562 LEVEELOG

6.75 6.75 Ramp Ramp on the landward slope.   Two aggregate base 
access ramps on L/S slope, appx 14-ft wide, appx 20-ft 
apart.  Ramps do not reduce levee prism.  Ramps in good 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp123 GEILEVEELOG

6.78 6.78 Structure House with some landscaping.
Entry Last Updated : 10/26/2016

Land SideBuilding563 LEVEELOG

6.79 6.79 Structure Mailbox.
Entry Last Updated : 10/26/2016

Land SideMailbox565 LEVEELOG

6.80 6.83 Miscellaneou
s

Landscaped plants on the landward slope.
Entry Last Updated : 11/14/2016

Land SideLandscaping125 GEILEVEELOG

6.80 6.90 Fence Barbed wire fence on L/S slope. Potential hazard to flood 
fighting personnel.
Entry Last Updated : 2/25/2020

Land SideBarbed Wire327 USACEINSPECT

7538

6.81 6.81 Miscellaneou
s

PVC pipe in open ditch running up landside slope 
perpendicular to levee.
Entry Last Updated : 11/14/2016

Land SideIrrigation566 LEVEELOG

6.83 6.88 Miscellaneou
s

Landscaping including trees and lawn on landside slope.
Entry Last Updated : 10/26/2016

Land SideLandscaping567 LEVEELOG

6.85 6.85 Structure Entry Last Updated : 10/26/2016Water SideStairs568 LEVEELOG

6.86 6.86 Structure Brick stairs on the landward slope.
Entry Last Updated : 9/1/2016

Land SideStairs129 GEILEVEELOG

6.86 6.86 Structure Entry Last Updated : 1/31/2020Land SidePost569 LEVEELOG

6.86 6.86 Structure Mailbox.
Entry Last Updated : 10/26/2016

Land SideMailbox570 LEVEELOG
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6.87 6.87 UCIP DS_ID:22458
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: *ABANDONED* 2-inch 
galvanized iron domestic water line through the levee, 
invert elevation 8.2 feet below the crown. (John R. 
Webber). [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 6.99)].
Entry Last Updated : 4/17/2021

CrossingPipe124 UCIPAPR2021

6.87 6.87 Miscellaneou
s

Single irrigation sprinkler on landside shoulder.
Entry Last Updated : 10/26/2016

Land SideIrrigation571 LEVEELOG

6.87 6.87 Ramp Earth covered access ramp on L/S slope, appx 10-ft 
wide.  Ramp does not reduce levee prism.  Ramp in poor 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp329 USACEINSPECT

6.91 6.91 Structure Old pool. Concrete-lined basin. Filled with dirt and 
overgrown.
Entry Last Updated : 2/25/2020

Land SidePool572 LEVEELOG

6.92 6.92 UCIP DS_ID:22459
EP_NO: 
Crossing Status: Not Found
FIELD_STRUCT_DESC: 2-inch galvanized iron domestic 
water line through the levee, 3 feet below the crown. (John 
R. Webber). [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 7.04)].
Entry Last Updated : 4/17/2021

CrossingPipe127 UCIPAPR2021

6.92 6.92 Ramp Entry Last Updated : 10/26/2016Land SideRamp573 LEVEELOG

6.92 6.99 Structure Multiple encroachments on L/S slope and 0- to 15-ft from 
L/S toe. Houses, property fence and staircase.
Entry Last Updated : 2/25/2020

Land SideBuilding330 USACEINSPECT

6.92 6.92 Structure 2-in metal stand pipe on R/S slope. Abandoned floating 
dock nearby.
Entry Last Updated : 1/31/2020

Water SideStandpipe332 USACEINSPECT

6.94 6.94 Structure House.
Entry Last Updated : 10/26/2016

Land SideBuilding574 LEVEELOG
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6.94 6.94 Structure Mailbox.
Entry Last Updated : 10/26/2016

Land SideMailbox575 LEVEELOG

6.94 6.94 Miscellaneou
s

Water spigot.
Entry Last Updated : 10/26/2016

Land SideIrrigation576 LEVEELOG

6.94 6.94 Structure Tiny shed on landside shoulder.
Entry Last Updated : 10/26/2016

Land SideBuilding577 LEVEELOG

6.94 6.94 Wall Entry Last Updated : 10/26/2016Land SideRetaining578 LEVEELOG

6.94 6.94 Structure Brick staircase on L/S slope, appx 10-ft wide. Benched 
L/S slope, concrete pad with wood box, mailbox on L/S 
slope.
Entry Last Updated : 1/31/2020

Land SideStairs334 USACEINSPECT

6.95 6.95 Structure House.
Entry Last Updated : 10/26/2016

Land SideBuilding579 LEVEELOG

6.96 6.96 Structure House with some landscaping.
Entry Last Updated : 10/26/2016

Land SideBuilding580 LEVEELOG

6.98 6.98 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility581 LEVEELOG

6.98 6.98 Ramp Entry Last Updated : 10/26/2016Land SideRamp582 LEVEELOG

6.98 6.98 UCIP DS_ID:22460
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 7 feet below the 
crown. Pump house and gate valve on the landside (LS) 
slope. Pump on a piling structure in the stream. (John R. 
Webber). [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 7.10)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe130 UCIPAPR2021

6.98 6.98 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility584 LEVEELOG
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7.01 7.01 UCIP DS_ID:22461
EP_NO: 13627
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch coated steel irrigation 
discharge pipe through the levee, 7 feet below the crown. 
1.5-inch galvanized iron electrical conduit through the 
levee, 4 feet below the crown. Pump on a concrete 
masonry structure. Air vent on the waterside (WS) of the 
pipe. (Plans to install a 2400-gallon-per-minute pump and 
a 12-inch discharge pipeline through the levee authorized 
under Permit No. 13627, 1983 - John R. Webber). 
[Additional Reference(s): DWR Levee Log, 2005].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe133 UCIPAPR2021

13627

7.02 7.02 Structure Entry Last Updated : 10/26/2016Water SideSign587 LEVEELOG

7.08 7.08 Structure Entry Last Updated : 10/26/2016Water SideSign588 LEVEELOG

7.08 7.08 Structure Entry Last Updated : 10/26/2016Land SideSign589 LEVEELOG

7.09 7.09 Structure Two small metal sign posts on L/S and R/S slopes.
Entry Last Updated : 1/31/2020

Water Side and 
Land Side

Sign339 USACEINSPECT

7.15 7.15 Structure Entry Last Updated : 1/31/2020Water SideSign590 LEVEELOG

7.17 7.17 Ramp Ramp on the landward slope to Road 141.
Entry Last Updated : 9/1/2016

Land SideRamp138 GEILEVEELOG

7.17 7.17 Structure 1 of 5.
Entry Last Updated : 10/26/2016

Land SideSign591 LEVEELOG

7.17 7.17 Structure 2 of 5.
Entry Last Updated : 10/26/2016

Land SideSign592 LEVEELOG

7.17 7.17 Structure 3 of 5.
Entry Last Updated : 10/26/2016

Land SideSign593 LEVEELOG

7.17 7.17 Structure 4 of 5.
Entry Last Updated : 10/26/2016

Land SideSign594 LEVEELOG

7.17 7.17 Structure 5 of 5.
Entry Last Updated : 10/26/2016

Land SideSign595 LEVEELOG
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7.18 7.18 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility596 LEVEELOG

7.18 7.18 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp134 GEILEVEELOG

7.20 7.20 Structure Entry Last Updated : 2/25/2020Water SidePole - Utility598 LEVEELOG

7.20 7.20 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility597 LEVEELOG

7.20 7.20 Aerial Overhead utility lines cross levee, appx 20-ft above crown. 
No permit provided.
Entry Last Updated : 1/31/2020

CrossingHigh Voltage342 USACEINSPECT

7.21 7.21 UCIP DS_ID:22462
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 6-inch steel 
pipe of an unknown purpose through the levee, invert 
elevation 6.5 feet below the crown. The pipe is not visible 
on the landside (LS) slope; however, the pipe is visible on 
the waterside (WS) slope. (A. Colby). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 7.33)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe136 UCIPAPR2021

7.21 7.21 Structure Entry Last Updated : 10/26/2016Water SidePole599 LEVEELOG

7.21 7.21 Structure PVC irrigation standpipe at L/S toe approx. 6- to 8-ft high.
Entry Last Updated : 10/26/2016

Land SideStandpipe344 USACEINSPECT

7.21 7.21 UCIP DS_ID:22463
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 8-inch steel irrigation discharge 
pipe through the levee, invert elevation 7.7 feet below the 
crown. Pump and gate valve on the waterside (WS) slope. 
Power pole with meter on the WS shoulder. Electrical 
conduit through the WS slope. The pipe is located on 
Colby Ranch and is used once a year during harvest. 
Contact person is Warren Bogle, District President, (916) 
744-1669. [Additional Reference(s): DWR Levee Log, 
2005. USACE Sacramento O&M Manual 112, March 
1957, (HLM 7.33)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe137 UCIPAPR2021
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7.23 7.23 Revetment Aggregate base crown with concrete sections, crown 
width 14-ft, roadway width 12-ft.
Entry Last Updated : 1/31/2020

CrownRock346 USACEINSPECT

7.28 7.28 Ramp Aggregate base access ramp on L/S slope, appx 12-ft 
wide. Ramp does not reduce levee prism.  Ramp in good 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp348 USACEINSPECT

7.28 7.28 Fence Chain link fence on L/S slope. Extends appx 100-ft long. 
Boat and trailer at L/S toe.
Entry Last Updated : 1/31/2020

Land SideChain Link347 USACEINSPECT

7.29 7.29 Ramp Entry Last Updated : 10/26/2016Land SideRamp601 LEVEELOG

7.31 7.31 Fence Fence on the landward shoulder.
Entry Last Updated : 9/1/2016

Land SideChain Link142 GEILEVEELOG

7.32 7.32 Structure Pool past easement boundary.
Entry Last Updated : 10/26/2016

Land SidePool602 LEVEELOG

7.34 7.34 Structure Barn/warehouse and trailer at L/S toe.
Entry Last Updated : 1/31/2020

Land SideBuilding351 USACEINSPECT

7.36 7.36 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp143 GEILEVEELOG

7.38 7.38 Ramp Concrete paved access ramp on L/S slope, appx 12-ft 
wide. Ramp does not reduce levee prism.  Concrete is 
deteriorated but provides all-weather access.
Entry Last Updated : 1/31/2020

Land SideRamp352 USACEINSPECT

7.39 7.39 Structure Mailbox.
Entry Last Updated : 10/26/2016

Land SideMailbox603 LEVEELOG

7.39 7.39 Gate Pipe gate.
Entry Last Updated : 9/1/2016

CrownMetal144 GEILEVEELOG

7.41 7.41 Structure Small garage building located at L/S toe.
Entry Last Updated : 1/31/2020

Land SideBuilding355 USACEINSPECT

7.41 7.43 Miscellaneou
s

Landscaping on the landward slope.
Entry Last Updated : 9/1/2016

Land SideLandscaping145 GEILEVEELOG
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7.43 7.43 Structure 6-ft square wood shed at L/S toe.
Entry Last Updated : 1/31/2020

Land SideBuilding357 USACEINSPECT

7.43 7.43 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility604 LEVEELOG

7.45 7.45 Structure Pole line along the landward slope.
Entry Last Updated : 9/1/2016

Land SidePole - Utility147 GEILEVEELOG

7.49 7.68 Aerial Utility pole and guy wire at L/S toe. Overhead line crosses 
levee appx 30-ft above crown going to to R/S pump. No 
permit provided.
Entry Last Updated : 2/25/2020

Land SideHigh Voltage359 USACEINSPECT

7.49 7.49 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility605 LEVEELOG

7.53 7.53 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility606 LEVEELOG

7.57 7.57 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility607 LEVEELOG

7.64 7.64 Structure Pair of broken 10" standpipes marked by metal poles with 
yellow tape.
Entry Last Updated : 10/26/2016

Land SideStandpipe608 LEVEELOG

7.64 8.14 Structure 12-in RCP irrigation pipes at L/S toe, intermitent 10-12" 
stand pipes. One 3-ft dia concrete standpipe appx 10-ft 
high.
Entry Last Updated : 10/26/2016

Land SideStandpipe361 USACEINSPECT

7.67 7.67 Structure Power line guy wire on the landward slope.
Entry Last Updated : 9/1/2016

Land SidePole - Utility149 GEILEVEELOG

7.67 7.67 Aerial Overhead power line crosses the levee.
Entry Last Updated : 10/26/2016

CrossingHigh Voltage150 GEILEVEELOG

7.68 7.68 Structure Entry Last Updated : 2/25/2020Water SidePole - Utility609 LEVEELOG
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7.68 7.68 UCIP DS_ID:22464
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 8.4 feet below the 
crown. Abandoned concrete distribution box at the 
landside (LS) toe. Pump on a pile structure in the stream. 
Walkway to the pump. Service pole on the waterside (WS) 
shoulder. (A. Colby). [Additional Reference(s): DWR 
Levee Log, 2005. USACE Sacramento O&M Manual 112, 
March 1957, (HLM 7.81), 8-inch pipe referenced].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe148 UCIPAPR2021

7.73 7.73 Structure Telephone line guy wire on the landward slope. Overhead 
telephone line crosses the levee.
Entry Last Updated : 2/25/2020

Land SidePole - Utility39 LEVEELOG

7.73 7.73 Aerial Telephone line guy wire on the landward slope. Overhead 
telephone line crosses the levee.
Entry Last Updated : 9/1/2016

Land SideCommunications156 GEILEVEELOG

7.76 7.76 Structure Broken 10" standpipe marked by two metal poles with 
yellow tape.
Entry Last Updated : 10/26/2016

Land SideStandpipe611 LEVEELOG

7.85 7.85 Structure 12" and 10" standpipes.
Entry Last Updated : 10/26/2016

Land SideStandpipe614 LEVEELOG

7.86 7.86 Structure 10" and 36" standpipes at landside toe.
Entry Last Updated : 10/26/2016

Land SideStandpipe613 LEVEELOG

7.92 7.92 Structure Capped 12" standpipe marked by two metal poles with 
yellow tape.
Entry Last Updated : 10/26/2016

Land SideStandpipe612 LEVEELOG

7.98 7.98 Structure Entry Last Updated : 10/26/2016Land SideStandpipe615 LEVEELOG

8.02 8.02 UCIP DS_ID:22465
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 2-inch 
galvanized iron domestic water line through the levee, 
invert elevation 7.2 feet below the crown. Ramp on the 
landside (LS) slope. (A. Colby). [Additional Reference(s): 
DWR Levee Log, 2005, referenced as 13.8 feet below the 
crown. USACE Sacramento O&M Manual 112, March 
1957, (HLM 8.16)].
Entry Last Updated : 4/17/2021

CrossingPipe157 UCIPAPR2021
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8.02 8.02 Structure 2-in conduit on R/S slope.  No visible L/S conduit.
Entry Last Updated : 1/31/2020

Water SidePipe Section364 USACEINSPECT

8.04 8.04 Structure Old abandoned barn on the landward slope.
Entry Last Updated : 9/1/2016

Land SideBuilding161 GEILEVEELOG

8.12 8.12 Structure Entry Last Updated : 10/26/2016Land SideStandpipe616 LEVEELOG

8.14 8.14 Structure Entry Last Updated : 10/26/2016Land SideStandpipe617 LEVEELOG

8.17 8.17 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp162 GEILEVEELOG

8.20 8.20 Aerial Power line crosses levee appx 40-ft above crown.  Not in 
compliance with permit that poles be installed 5-ft off the 
levee section.
Entry Last Updated : 1/31/2020

CrossingHigh Voltage366 USACEINSPECT

8.20 8.20 UCIP DS_ID:22466
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 10-inch steel 
irrigation discharge pipe through the levee, invert elevation 
13.8 feet below the crown. Gate valve on the waterside 
(WS) slope. Pilings in the stream, but no pump was found. 
Service pole with guy wire on the landside (LS) slope. 
Standpipe on the LS slope. (A. Colby). [Additional 
Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 8.34)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe160 UCIPAPR2021

8.20 8.20 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility618 LEVEELOG

8.28 8.28 Structure Owl box.
Entry Last Updated : 10/26/2016

Land SidePost619 LEVEELOG

8.36 8.36 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility620 LEVEELOG

8.37 8.47 Ditches Toe ditch at L/S toe.  Appx 8-ft wide, 3-ft deep. cutting into 
levee prism some riprap present, enters 24-in steel pipe, 
outlets away from levee. Dry condition.
Entry Last Updated : 2/25/2020

Land SideUnlined369 USACEINSPECT
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8.37 8.37 Aerial Entry Last Updated : 10/26/2016CrossingHigh Voltage621 LEVEELOG

8.37 8.37 Structure Entry Last Updated : 2/25/2020Water SidePole - Utility622 LEVEELOG

8.37 8.37 UCIP DS_ID:22467
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: 12-inch steel irrigation discharge 
pipe through the levee, invert elevation 13 feet below the 
crown. Pump and gate valve in a pump house on the 
waterside (WS) slope. Concrete distribution box at the 
landside (LS) toe. Service pole on the WS shoulder. 
[Additional Reference(s): DWR Levee Log, 2005. USACE 
Sacramento O&M Manual 112, March 1957, (HLM 8.51)].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe165 UCIPAPR2021

8.37 8.37 UCIP DS_ID:22468
EP_NO: 
Crossing Status: Found
FIELD_STRUCT_DESC: *ABANDONED* 8-inch steel 
pipe of an unknown purpose through the levee, 12 feet 
below the crown. Steel plate welded on the waterside 
(WS) end. (Gortor Estate). [Additional Reference(s): DWR 
Levee Log, 2005].
Entry Last Updated : 4/17/2021

Water Side to 
Land Side

Pipe164 UCIPAPR2021

8.38 8.38 Structure Bird box at L/S toe, appx 16-ft tall on 2-in dia post.
Entry Last Updated : 1/31/2020

Land SidePost368 USACEINSPECT

8.70 8.70 Structure Bird box on L/S slope, appx 15-ft tall on 3-in diameter post.
Entry Last Updated : 1/31/2020

Land SidePost371 USACEINSPECT

8.70 8.70 Ramp Entry Last Updated : 10/26/2016Land SideRamp624 LEVEELOG

8.71 8.71 Structure Bird box on L/S slope, appx 16-ft tall on 2-in dia post.
Entry Last Updated : 2/25/2020

Land SidePost372 USACEINSPECT

9.35 9.35 Ramp Sod covered access ramp on L/S slope, appx 12-ft wide. 
Ramp does not reduce levee prism.  Ramp in poor 
condition.
Entry Last Updated : 1/31/2020

Land SideRamp376 USACEINSPECT

9.35 9.35 Structure CM building.
Entry Last Updated : 10/26/2016

Land SideBuilding625 LEVEELOG
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9.36 9.36 Fence Cross fence, pipe gate.
Entry Last Updated : 9/1/2016

CrownChain Link173 GEILEVEELOG

9.36 9.36 Aerial Overhead utility lines cross levee.  Appx 25- to 30-ft above 
crown.
Entry Last Updated : 1/31/2020

CrossingHigh Voltage378 USACEINSPECT

9.36 9.36 Structure Entry Last Updated : 2/25/2020Land SidePole - Utility627 LEVEELOG

9.36 9.36 Aerial Entry Last Updated : 10/26/2016CrossingCommunications626 LEVEELOG

9.37 9.40 Fence Barbed wire fence with wood posts.
Entry Last Updated : 10/26/2016

Land SideBarbed Wire377 USACEINSPECT

9.38 9.38 Gate 14-ft wide metal pipe locking gate on crown.
Entry Last Updated : 1/31/2020

CrownMetal379 USACEINSPECT

9.40 9.40 Ramp Ramp on the landward slope.
Entry Last Updated : 9/1/2016

Land SideRamp174 GEILEVEELOG

9.41 9.41 Structure Mailbox.
Entry Last Updated : 10/26/2016

Land SideMailbox628 LEVEELOG

9.41 9.41 Mark Left bank levee of Elk Slough at right bank levee of 
Sacramento River.
Entry Last Updated : 9/1/2016

CrownBoundary176 GEILEVEELOG
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